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Name of Facility Graphic Packaging International, LLC – Augusta Mill 

NPDES Permit No. GA0002801 

This permit is a modification of an NPDES permit for Graphic Packaging International LLC – 
Augusta Mill. The facility is an integrated kraft pulp and paper mill that discharges an average 44.6 
MGD of pulp and paperboard process water, foul condensate, landfill leachate, sanitary wastewater, 
and wastewater received from Graphic Packaging International, LLC – Augusta Mill Addition for 
treatment. This facility discharges to the Savannah River in the Savannah River Basin. 

The permit was placed on public notice from March 15, 2021 to April 18, 2021. 

Modification Reason 

Major modification to include Outfalls 001b and 001c which are alternative discharge points that 
will be used in the event of severe flooding causing the Savannah River level to rise to the height of 
the Pond 5 levee preventing the use of Outfalls 001 and 001a. 

Please Note The Following Changes to the Proposed NPDES Permit From The Existing Permit 

Part I.A.1. – Effluent Limitations and Monitoring Requirements 
 Removed compliance schedule for temperature, as the 6 month schedule ended prior to the

permit modification.
 Added footnote to clarify compliance location when outfalls 001b and 001c are in use.

Part I.A.2. – Effluent Limitations and Monitoring Requirements 
 Added effluent limits applicable to the sum of discharges from outfalls 001b and 001c which

are equivalent to the limits from 001 and 001a.

Part III.B. – Effluent Limitations and Monitoring Requirements 
 Removed compliance schedule for temperature, as the 6 month schedule ended prior to the

permit modification.
 Revised to include 001b and 001c in compliance schedule.

Throughout the permit and fact sheet, updates were made to reflect the acquisition and subsequent 
name change of Resolute Forest Products to Graphic Packaging International, LLC – Augusta Mill 
Addition. 



Summary Page 

Standard Conditions & Boilerplate Modifications 

The permit boilerplate includes modified language or added language consistent with other NPDES 
permits. 

Final Permit Determinations and Public Comments 

Final issued permit did not change from the draft permit placed on public notice. 
Public comments were received during public notice period. 
Public hearing was held. 
Final permit includes changes from the draft permit placed on public notice. See attached 
permit revisions and/or permit fact sheet revisions document(s) 

x
x
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COMMENTS RECEIVED EPD RESPONSE 

Graphic Packaging is part of the food-service and consumer 
packaging industry with the Augusta Mill supplying bleached 
paperboard for use in those applications. These consumer 
products are known to incorporate per- and polyfluoroalkyl 
substances (PFAS). Because the facility uses an industrial 
process that may result in the discharge of PFAS we urge 
Georgia EPD to take a close look at the wastewater discharged 
to Georgia’s waters from the Augusta Mill. 

As required by the Clean Water Act (CWA), EPD must require 
the disclosure of any PFAS in the Facility’s discharge. If Graphic 
Packaging were to discharge PFAS and fail to disclose it in its 
NPDES permit application, it would violate the CWA. EPD 
would not have the information it needs to make a fully informed 
decision to issue the permit and the public would not have 
adequate information to meaningfully comment on it. 

The EPA Environmental Appeals Board’s decision in In re: 

Ketchikan Pulp Company further emphasized the importance of 
disclosure,20 and this decision has been adopted by at least one 
Federal Court of Appeals. In Piney Run Pres. Ass’n v. Cty. Comm’rs 
of Carroll Cty., Maryland, the Fourth Circuit held: The Ketchikan 

decision therefore made clear that a permit holder is in compliance 
with the [Clean Water Act] even if it discharges pollutants that are 
not listed in its permit, as long as it only discharges pollutants that 
have been adequately disclosed to the permitting authority. […] To 

the extent that a permit holder discharges a pollutant that it did not 

disclose, it violates the NPDES permit and the [Clean Water Act].21 

PFAS are emerging pollutants of concern and significant 
resources are currently being employed at the national and state 
levels to develop multi-media and multi-program research and 
risk communication plans to address PFAS. As this response to 
comments document is being drafted, US EPA has not 
promulgated national instream water quality criteria, nor is there 
an EPA-approved analytical test method for PFAS in wastewater; 
furthermore, the State of Georgia does not have a water quality 
standard for PFAS. EPD continues to stay engaged and is 
following US EPA’s progress as it evaluates all emerging 
pollutants, including PFAS as it relates to discharges from point 
sources to surface waters.  

EPD initiated a new, targeted PFAS monitoring project in the 
winter of 2021. The project's primary goal is to fulfill EPD's 
mission to protect human health and the environment by assessing 
the level of PFAS contamination in drinking water and drinking 
water sources across Georgia. EPD will also conduct targeted 
PFAS source monitoring as resources are available.  To learn 
more about this class of chemicals and EPD’s ongoing 
investigation, please visit our website for more information:  
https://epd.georgia.gov/pfoa-and-pfos-information   

In response to the comments received during the public comment 
period, EPD reached out to the facility.  On June 25, 2021, the 
facility certified it does not use PFAS in their processing or 
manufacturing and that the facility does not have reason to believe 
PFAS would be present in the process wastewater due to contact 
with any raw materials, intermediate products, finished products, 
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COMMENTS RECEIVED EPD RESPONSE 

EPD must require Graphic Packaging to disclose any discharges 
of PFAS in the company’s permit application.  

byproducts, or waste products (see Appendix K of this permit fact 
sheet for certification statement). Therefore, based on the 
information provided by the facility, EPD has not identified PFAS 
as a pollutant of concern for  this facility and no effluent limits 
have been included in the permit

If the Graphic Packaging Augusta Facility is discharging PFAS, 
EPD must impose appropriate conditions, treatment methods, 
and effluent limits in the NPDES permit. The CWA requires 
permitting agencies to incorporate technology-based and water 
quality-based effluent limits on the discharge of pollutants. There 
are available technology-based limits to reduce the discharge of 
PFOAs from industrial wastewater.  

As mentioned above in our responses and based on the 
information provided by the facility, PFAS is not believed present 
in the discharge, and therefore was not identified as a pollutant of 
concern and no effluent limits have been included in the permit. 

EPA recently issued its Effluent Guidelines Program Plan 14 

[EPA-821-R-21-001], fulfilling its requirements at Section 
304(m) of the CWA to biennially publish a plan for new and 
revised effluent limitations guidelines. As part of this plan, EPA 
has indicated its intent to conduct a Multi-industry Detailed Study 
of industrial PFAS use, treatment and discharges to surface water 
and POTWs focusing on five point source categories: PFAS 
manufacturers, pulp and paper manufacturers, textile and carpet 
manufacturers, airports, and metal finishers. EPA has indicated 
that further study is required prior to initiating any revised federal 
rulemaking. 
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In addition to analyzing technology-based effluent limits, EPD must 
ensure that Georgia water quality standards will not be violated by 
the discharge. If there is a “reasonable potential” that water quality 
standards will be exceeded, EPD must include water quality-based 
effluent limits in the permit as well. Georgia water quality standards 
provide: “All waters shall be free from toxic, corrosive, acidic and 
caustic substances discharged from municipalities, industries or 
other sources, such as nonpoint sources, in amounts, concentrations 
or combinations which are harmful to humans, animals or aquatic 
life.” Ga. Comp. R. & Regs. 391-3-6-.03(5)(e). 

As discussed above, PFAS are known to harm human health, and 
they certainly qualify as toxic substances under state law. Hence, 
should Graphic Packaging’s Macon Facility be found to discharge 
these pollutants to Georgia’s waters, appropriate conditions must be 
imposed to eliminate, or at least minimize these discharges. This 
process begins with disclosure and monitoring for PFAS, and the 
instant Permit renewal provides EPD with an opportunity to engage 
in this important work. 

As stated above in our responses, based on information provided 
by the facility, PFAS is not believed present in the discharge and 
therefore was not identified as a pollutant of concern, hence no 
effluent limits have been included in the permit  



Richard E. Dunn, Director 

EPD Director’s Office 

2 Martin Luther King, Jr. Drive 

Suite 1456, East Tower  

Atlanta, Georgia 30334 

404-656-4713

Mr.Craig Tatum, Mill Manager 
Graphic Packaging International, LLC 
4278 Mike Padgett Highway 
Augusta, Georgia 30906 

RE: Permit Issuance 
Graphic Packaging International, LLC 
NPDES Permit GA0002801 
Richmond County, Savannah River Basin 

Dear Mr. Tatum: 

Pursuant to the Georgia Water Quality Control Act, as amended, the Federal Clean Water 
Act, as amended, and the Rules and Regulations promulgated thereunder, we have issued the 
attached permit for the above-referenced facility. 

Your facility has been assigned to the following EPD office for reporting and 
compliance.  Signed copies of all required reports shall be submitted to the following address: 

Environmental Protection Division 
Watershed Protection Branch 

Watershed Compliance Program 
2 Martin Luther King Jr. Drive, Suite 1152 

Atlanta, Georgia  30334 

Please be advised that on and after the effective date indicated in the permit, the permittee 
must comply with all terms, conditions, and limitations of the permit.  If you have questions 
concerning this correspondence, please contact Whitney Fenwick at  470-607-3078 
or whitney.fenwick@dnr.ga.gov.  

Sincerely, 

Richard E. Dunn 
Director 

RED:wf 
Enclosure(s) 

CC: Graphic Packaging International – Shannon Seerley, Environmental Engineer  
(Shannon.Seerley@graphicpkg.com) 
EPD Watershed Compliance Program – Karen Sauler (karen.sauler@dnr.ga.gov) 
EPD Watershed Planning and Monitoring  Program, Mr. Josh Welte (e-mail)  
EPD Watershed Planning and Monitoring  Program, Mr. Tyler Parsons (e-mail)  

08/12/2021



Permit No. GA0002801 

Issuance Date:  

National Pollutant Discharge Elimination System Permit 

In accordance with the provisions of the Georgia Water Quality Control Act (Georgia Laws 1964, 

p. 416, as amended), hereinafter called the State Act; the Federal Water Pollution Control Act,

as amended (33 U.S. C. 1251 et seq.), hereinafter called the Federal Act; and the Rules and

Regulations promulgated pursuant to each of these Acts,

Graphic Packaging International, LLC 

4278 Mike Padgett Highway 

Augusta, Georgia 30906 

is issued a permit to discharge from a facility located at 

Graphic Packaging International, LLC 

Augusta Mill 

4278 Mike Padgett Highway 

Augusta, Georgia 30906 

(Richmond County) 

to receiving waters    

Savannah River (Outfalls 001, 001a, 001b, and 001c) in the Savannah River Basin. 

in accordance with effluent limitations, monitoring requirements and other conditions set forth 

in the permit. 

This permit is issued in reliance upon the permit application signed on September 22, 2017, any 

other applications upon which this permit is based, supporting data entered therein or attached 

thereto, and any subsequent submittal of supporting data. 

This is a modification of the permit originally issued on April 17, 2019 and effective on May 1, 

2019. This permit modification shall become effective on September 1, 2021. 

This permit and the authorization to discharge shall expire at midnight April 24, 2024.

_______________________________ 
Richard E. Dunn, Director 

Environmental Protection Division 

08/12/2021
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PART I 

A.1. Effluent Limitations and Monitoring Requirements 

a. Upon the effective date of the permit and continuing until May 1, 2023, the permittee is authorized to
discharge from external outfall number 001 and 001a (33.328333, -81.91138)1 – Graphic Processing
Pulp and Paperboard process wastewater, foul condensate, landfill #2 leachate, sanitary wastewater,
and wastewater received from Graphic Packaging International, LLC – Augusta Mill Addition for
treatment.

Such discharges shall be limited and monitored by the permittee as specified below: 

Effluent 

Characteristics 

(Units) 

Discharge 

Limitations 

Monitoring  

Requirements2 

Mass Based 

(lbs/day) 

Concentration Based 

(mg/L) Measurement 

Frequency 

Sample 

Type 

Sample 

Location Daily 

Avg. 

Daily 

Max. 

Daily 

Avg. 

Daily 

Max. 

Flow (MGD)3 Report Report -- -- Daily Continuous Effluent3 

5-Day Biochemical
Oxygen Demand
(March – October)

30,000 57,590 -- -- 3/Week Composite Effluent4 

5-Day Biochemical
Oxygen Demand
(November – February)

36,379 69,839 -- -- 3/Week Composite Effluent4 

5-Day Carbonaceous
Biochemical Oxygen
Demand 5

(March – October)

-- -- Report Report 3/Week Composite Effluent4 

Ultimate Oxygen 
Demand 5

(March – October) 
Report6 Report6 -- -- 3/Week Calculated5 Effluent4 

Total Suspended Solids 63,604 118,356 -- -- 3/Week Composite Effluent4 

Fecal Coliform7 
(#/100 mL) 

-- -- Report6 Report6 1/Week Grab Effluent4 

Adsorbable Organic 
Halides (AOX)8 2,223 3,393 -- -- 1/Week Composite Effluent4 

Dissolved Oxygen -- -- 
See 

Footnote9 
See 

Footnote9 
1/Week Grab Effluent4 

Color 
(Platinum-Cobalt Units) 

-- -- Report Report Quarterly Composite Effluent4 

Dioxin (2,3,7,8-
TCDD)10 

-- -- 
0.65 

(pg/L) 
-- 1/Year Composite Effluent4 

Chronic Whole Effluent 
Toxicity10 

-- -- Report Report 1/Permit Term Composite Effluent4 
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Effluent 

Characteristics 

(Units) 

Discharge  

Limitations 

Monitoring  

Requirements2 

Mass Based 

(lbs/day) 

Concentration Based 

(mg/L) Measurement 

Frequency 

Sample  

Type 

Sample  

Location Daily 

Avg. 

Daily 

Max. 

Daily 

Avg. 

Daily 

Max. 

Ammonia, as N5,12 

(March – October) 
-- -- Report Report 3/Week Composite Effluent4 

Ammonia, as N12 

(November – February ) 
-- -- Report Report 1/Week Composite Effluent4 

Total Kjeldahl 
Nitrogen12 -- -- Report Report 1/Week Composite Effluent4 

Organic Nitrogen,12 -- -- Report Report 1/Week Composite Effluent4 

Nitrate/Nitrite12 -- -- Report Report 1/Week Composite Effluent4 

Total Phosphorus13 -- -- Report Report 1/Month Composite Effluent4 

Orthophosphate, as P13 -- -- Report Report 1/Month Composite Effluent4 

Temperature (°F) 

(Ambient) 
-- Report -- -- 1/Month Grab14 

See 
Footnote15 

Temperature (°F) 

(Edge of Mixing Zone) 
-- 90 -- -- 1/Month Grab14 See 

Footnote15 

Delta Temperature (°F) -- +5 -- -- 1/Month Calculated14 See 
Footnote15 

 
The pH shall not be less than 6.0 standard units nor greater than 9.0 standard units and shall be monitored 
daily by grab sample. 
 
1 There shall be no discharge of floating solids or visible foam other than in trace amounts. 
 

2 All the parameters must be monitored, at a minimum, at the measurement frequency stated above if 
there is any discharge.  If there is no discharge, state such in the discharge monitoring report in 
accordance with the reporting requirements in Part 1.D of this permit. During emergency situations 
where outfall 001b and 001c are utilized as external outfalls, parameters will be monitored and 
limited as described in Part I.A.2. 

 
3     Flow shall be reported as the total sum from both Outfalls 001 and 001a. 
 
4  Samples shall be collected at the effluent of the final treatment prior to discharge through outfall 

001 or 001a. 
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5 The ultimate oxygen demand (UOD) shall be calculated using the following equation: 
UOD (lbs/day) = Effluent Flow x 8.34 x ((CBOD5 x 3.62) + (NH3-N x 4.57)); whereas CBOD5 and 
NH3-N are in mg/L and Effluent Flow is in MGD. Furthermore, CBOD5 and NH3-N samples shall 
be taken from the same effluent sample on the same day. BOD5 sampling can be used in lieu of 
CBOD5. 

 
6 See Schedule of Compliance, Part III.B, of this permit 
 
7 Fecal coliform bacteria will be reported as the geometric mean. EPD is currently waiting for final 

approval from EPA to change the surface water quality indicator bacteria from fecal coliform to 
E.coli. Upon approval from EPA, the seasonal variation for indicator bacteria is subject to change. 

 
8 The permittee shall adhere to the approved EPA test method for AOX, 1650. The minimum 

detection level for AOX is 20 µg/L. 
 
9 The permittee shall monitor for dissolved oxygen and report the results as a daily minimum 

accordance with the reporting requirements in Part 1.D of this permit. 
 
10 The permittee shall adhere to the analytical protocol described in Appendix C of the U.S. EPA/Paper 

Industry Cooperative Dioxin Screening Study (EPA 440/1-88-025, March 1988) when analyzing 
wastewater effluent samples for 2,3,7,8-TCDD and the special requirements under  
Part III.C.2 of this permit. 

 
11 WET testing shall be conducted once during the permit term and the results submitted to the EPD 

in accordance with Part I.D of this permit. An additional WET test shall be conducted and submitted 
as part of the next application for NPDES permit reissuance. The testing must comply with the most 
current U.S. Environmental Protection Agency (EPA) chronic aquatic toxicity testing manuals. The 
referenced document is entitled Short-Term Methods of Estimating the Chronic Toxicity of 
Effluents and Receiving Waters to Freshwater Organisms, 4th Edition, U.S. EPA, 821-R-02-013, 
October 2002. Definitive tests must be run on the samples concurrently using both an invertebrate 
species (i.e. Ceriodaphnia dubia) and a vertebrate species (i.e. Fathead Minnow, pimephales 
promelas) and shall include a dilution equal to the facility’s instream waste concentration (IWC) of 
1.8%. 

 
12 Ammonia Nitrogen, Total Kjeldahl Nitrogen, Organic Nitrogen, and Nitrate/Nitrates shall be 

analyzed or calculated from the same effluent sample. 
 
13 Total Phosphorus and Orthophosphate shall be analyzed or calculated from the same effluent 

sample. 
 
14 Upstream and downstream temperature measurements shall be taken on the same day. Delta 

temperature shall be calculated using the following equation: 
 

TΔ = Td – Tu 
 

Where;   
TΔ = water temperature increase attributed to discharge (Delta Temperature) 
Td = downstream water temperature (205 feet downstream of discharge location: 33.3284, -
81.9115) 
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Tu = upstream water temperature (upstream of discharge location: 33.3284, -81.9115 at location 
which is representative and outside of the influence of discharge) 

 
The computation of TΔ would be done for paired downstream and upstream temperature 
measurements. Compliance with the permit requirement of a maximum 5 °F water temperature 
increase attributed to the discharge is said to be achieved if the computed TΔ is less than or equal to  
5 °F. Measurements shall be taken at a depth of approximately one (1) meter.  
 
If ambient temperature exceeds 90°F, the daily maximum numeric effluent limitation of 90°F at 
edge of mixing zone does not apply. The daily maximum numeric effluent limitation of ∆+5°F is 
still applicable. 

 
15 See Special Conditions Part III.C.4 of this permit. 
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b. Effective May 1, 2023 and continuing until October 1, 2024, the permittee is authorized to discharge 
from external outfall number 001 and 001a (33.328333, -81.91138)1 – Graphic Processing Pulp and 
Paperboard process wastewater, foul condensate, landfill #2 leachate, sanitary wastewater, and 
wastewater received from Graphic Packaging International, LLC – Augusta Mill Addition for 
treatment. 
 
Such discharges shall be limited and monitored by the permittee as specified below: 

Effluent 

Characteristics 

(Units) 

Discharge  

Limitations 

Monitoring  

Requirements2 

Mass Based 

(lbs/day) 

Concentration Based 

(mg/L) Measurement 

Frequency 

Sample  

Type 

Sample  

Location Daily 

Avg. 

Daily 

Max. 

Daily 

Avg. 

Daily 

Max. 

Flow (MGD)3 Report Report -- -- Daily Calculated Effluent3 

5-Day Biochemical 
Oxygen Demand  
(March – October) 

30,000 57,590 -- -- 3/Week Calculated Effluent4 

5-Day Biochemical 
Oxygen Demand  
(November – February) 

36,379 69,839 -- -- 3/Week Calculated Effluent4 

5-Day Carbonaceous 
Biochemical Oxygen 
Demand 5 

(March – October) 

-- -- Report Report 3/Week Grab Effluent4 

Ultimate Oxygen 
Demand 5 

(March – October) 
Report6 Report6 -- -- 3/Week Calculated5 Effluent4 

Total Suspended Solids 63,604 118,356 -- -- 3/Week Calculated Effluent4 

Fecal Coliform7 
(#/100 mL) 
(May – October) 

-- -- 200 400 1/Week Grab Effluent4 

Fecal Coliform7  
(#/100 mL) 
(November – April) 

-- -- 1,000 4,000 1/Week Grab Effluent4 

Adsorbable Organic 
Halides (AOX)8 2,223 3,393 -- -- 1/Week Composite Effluent4 

Dissolved Oxygen -- -- 
See 

Footnote9 
See 

Footnote9 
1/Week Grab Effluent4 

Color 
(Platinum-Cobalt Units) 

-- -- Report Report Quarterly Composite Effluent4 

Dioxin (2,3,7,8-
TCDD)10 

-- -- 
0.65 

(pg/L) 
-- 1/Year Composite Effluent4 

Chronic Whole Effluent 
Toxicity10 

-- -- Report Report 1/Permit Term Composite Effluent4 
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Effluent 

Characteristics 

(Units) 

Discharge  

Limitations 

Monitoring  

Requirements2 

Mass Based 

(lbs/day) 

Concentration Based 

(mg/L) Measurement 

Frequency 

Sample  

Type 

Sample  

Location Daily 

Avg. 

Daily 

Max. 

Daily 

Avg. 

Daily 

Max. 

Ammonia, as N5,12 

(March – October) 
-- -- Report Report 3/Week Composite Effluent4 

Ammonia, as N12 

(November – February ) 
-- -- Report Report 1/Week Composite Effluent4 

Total Kjeldahl 
Nitrogen12 -- -- Report Report 1/Week Composite Effluent4 

Organic Nitrogen,12 -- -- Report Report 1/Week Composite Effluent4 

Nitrate/Nitrite12 -- -- Report Report 1/Week Composite Effluent4 

Total Phosphorus13 -- -- Report Report 1/Month Composite Effluent4 

Orthophosphate, as P13 -- -- Report Report 1/Month Composite Effluent4 

Temperature (°F) 

(Ambient) 
-- Report -- -- 1/Month Grab14 

See 
Footnote15 

Temperature (°F) 

(Edge of Mixing Zone) 
-- 90 -- -- 1/Month Grab14 See 

Footnote15 

Delta Temperature (°F) -- +5 -- -- 1/Month Calculated14 See 
Footnote15 

 
The pH shall not be less than 6.0 standard units nor greater than 9.0 standard units and shall be monitored 
daily by grab sample. 

 
1 There shall be no discharge of floating solids or visible foam other than in trace amounts. 
 

2 All the parameters must be monitored, at a minimum, at the measurement frequency stated above if 
there is any discharge.  If there is no discharge, state such in the discharge monitoring report in 
accordance with the reporting requirements in Part 1.D of this permit. During emergency situations 
where outfall 001b and 001c are utilized as external outfalls, parameters will be monitored and 
limited as described in Part I.A.2. 

 

3     Flow shall be reported as the total sum from both Outfalls 001 and 001a. 
 
4  Samples shall be collected at the effluent of the final treatment prior to discharge through outfall 

001 or 001a. 
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5 The ultimate oxygen demand (UOD) shall be calculated using the following equation: 
UOD (lbs/day) = Effluent Flow x 8.34 x ((CBOD5 x 3.62) + (NH3-N x 4.57)); whereas CBOD5 and 
NH3-N are in mg/L and Effluent Flow is in MGD. Furthermore, CBOD5 and NH3-N samples shall 
be taken from the same effluent sample on the same day. BOD5 sampling can be used in lieu of 
CBOD5. 

 
6 See Schedule of Compliance, Part III.B, of this permit 
 
7 Fecal coliform bacteria will be reported as the geometric mean. EPD is currently waiting for final 

approval from EPA to change the surface water quality indicator bacteria from fecal coliform to 
E.coli. Upon approval from EPA, the seasonal variation for indicator bacteria is subject to change.. 

 
8 The permittee shall adhere to the approved EPA test method for AOX, 1650. The minimum 

detection level for AOX is 20 µg/L. 
 
9 The permittee shall monitor for dissolved oxygen and report the results as a daily minimum 

accordance with the reporting requirements in Part 1.D of this permit. 
 
10 The permittee shall adhere to the analytical protocol described in Appendix C of the U.S. EPA/Paper 

Industry Cooperative Dioxin Screening Study (EPA 440/1-88-025, March 1988) when analyzing 
wastewater effluent samples for 2,3,7,8-TCDD and the special requirements under  
Part III.C.2 of this permit. 

 
11 WET testing shall be conducted once during the permit term and the results submitted to the EPD 

in accordance with Part I.D of this permit. An additional WET test shall be conducted and submitted 
as part of the next application for NPDES permit reissuance. The testing must comply with the most 
current U.S. Environmental Protection Agency (EPA) chronic aquatic toxicity testing manuals. The 
referenced document is entitled Short-Term Methods of Estimating the Chronic Toxicity of 
Effluents and Receiving Waters to Freshwater Organisms, 4th Edition, U.S. EPA, 821-R-02-013, 
October 2002. Definitive tests must be run on the samples concurrently using both an invertebrate 
species (i.e. Ceriodaphnia dubia) and a vertebrate species (i.e. Fathead Minnow, pimephales 
promelas) and shall include a dilution equal to the facility’s instream waste concentration (IWC) of 
1.8%. 

 
12 Ammonia Nitrogen, Total Kjeldahl Nitrogen, Organic Nitrogen, and Nitrate/Nitrates shall be 

analyzed or calculated from the same effluent sample. 
 
13 Total Phosphorus and Orthophosphate shall be analyzed or calculated from the same effluent 

sample. 
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14 Upstream and downstream temperature measurements shall be taken on the same day. Delta 
temperature shall be calculated using the following equation: 

 
TΔ = Td – Tu 
 
Where;   
TΔ = water temperature increase attributed to discharge (Delta Temperature) 
Td = downstream water temperature (205 feet downstream of discharge location: 33.3284, -
81.9115) 
Tu = upstream water temperature (upstream of discharge location: 33.3284, -81.9115 at location 
which is representative and outside of the influence of discharge) 

 
The computation of TΔ would be done for paired downstream and upstream temperature 
measurements. Compliance with the permit requirement of a maximum 5 °F water temperature 
increase attributed to the discharge is said to be achieved if the computed TΔ is less than or equal to  
5 °F. Measurements shall be taken at a depth of approximately one (1) meter.  
 
If ambient temperature exceeds 90°F, the daily maximum numeric effluent limitation of 90°F at 
edge of mixing zone does not apply. The daily maximum numeric effluent limitation of ∆+5°F is 
still applicable. 
 

15 See Special Conditions Part III.C.4 of this permit. 
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c. Effective October 1, 2024, the permittee is authorized to discharge from external outfall number 001 
and  001a (33.328333, -81.91138)1 – Graphic Processing Pulp and Paperboard process wastewater, foul 
condensate, landfill #2 leachate, sanitary wastewater, and wastewater received from Graphic Packaging 
International, LLC – Augusta Mill Addition for treatment. 
 
Such discharges shall be limited and monitored by the permittee as specified below: 

 

Effluent 

Characteristics 

(Units) 

Discharge  

Limitations 

Monitoring  

Requirements3 

Mass Based 

(lbs/day) 

Concentration 

Based (mg/L) Measurement 

Frequency 

Sample  

Type 

Sample 

Location Daily 

Avg. 

Daily 

Max. 

Daily 

Avg. 

Daily 

Max. 

Flow (MGD)3 Report Report -- -- Daily Continuous Effluent3 

5-Day Biochemical 
Oxygen Demand  
(November-February) 

36,379 69,839 -- -- 3/Week Composite Effluent4 

5-Day Carbonaceous 
Biochemical Oxygen 
Demand 5 

(March – October) 

-- -- Report Report 3/Week Composite Effluent4 

Ultimate Oxygen 
Demand 
(March – October)5 

27,353 65,647 -- -- 3/Week Calculated5 Effluent4 

Total Suspended Solids 63,604 118,356 -- -- 3/Week Composite Effluent4 

Fecal Coliform6 
(#/100 mL) 
(May – October) 

-- -- 200 400 1/Week Grab Effluent4 

Fecal Coliform6  
(#/100 mL) 
(November – April) 

-- -- 1,000 4,000 1/Week Grab Effluent4 

Adsorbable Organic 
Halides (AOX)7 2,223 3,393 -- --  Composite Effluent4 

Dissolved Oxygen8 -- -- Report Report 1/Week Grab Effluent4 

Color (Platinum-Cobalt 
Units) 

-- -- Report Report Quarterly Composite Effluent4 

Dioxin (2,3,7,8-TCDD)9 -- -- 
0.65 

(pg/L) 
-- 1/Year Composite Effluent4 

Chronic Whole Effluent 
Toxicity10 

-- -- Report Report 1/Permit Term Composite Effluent4 
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Effluent 

Characteristics 

(Units) 

Discharge 

Limitations 

Monitoring 

Requirements3 

Mass Based 

(lbs/day) 

Concentration 

Based (mg/L) Measurement 

Frequency 

Sample 

Type 

Sample 

Location Daily 

Avg. 

Daily 

Max. 

Daily 

Avg. 

Daily 

Max. 

Ammonia, as N5,11 

(March – October) 
-- -- Report Report 3/Week Composite Effluent4 

Ammonia, as N11 

(November – February) 
-- -- Report Report 1/Week Composite Effluent4 

Total Kjeldahl 
Nitrogen11 -- -- Report Report 1/Week Composite Effluent4 

Organic Nitrogen11 -- -- Report Report 1/Week Composite Effluent4 

Nitrate/Nitrite11 -- -- Report Report 1/Week Composite Effluent4 

Total Phosphorus12 -- -- Report Report 1/Month Composite Effluent4 

Orthophosphate, as P12 -- -- Report Report 1/Month Composite Effluent4 

Temperature (°F) 

(Ambient) 
Report Report -- -- 1/Month Grab13 See 

Footnote14 

Temperature (°F) 

(Edge of Mixing Zone) 
-- 90 -- -- 1/Month Grab13 See 

Footnote14 

Delta Temperature (°F) -- +5 -- -- 1/Month Calculation13 See 
Footnote14 

 
The pH shall not be less than 6.0 standard units nor greater than 9.0 standard units and shall be monitored 
monthly by grab sample. 
 
1 There shall be no discharge of floating solids or visible foam other than in trace amounts. 
 

2 All the parameters must be monitored, at a minimum, at the measurement frequency stated above if 
there is any discharge.  If there is no discharge, state such in the discharge monitoring report in 
accordance with the reporting requirements in Part 1.D of this permit. During emergency situations 
where outfall 001b and 001c are utilized as external outfalls, parameters will be monitored and 
limited as described in Part I.A.2. 

 

3     Flow shall be reported as the total sum from both Outfalls 001 and 001a. 
 
4  Samples shall be collected at the effluent of the final treatment prior to discharge through outfalls 

001 or 001a. 
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5 The ultimate oxygen demand (UOD) shall be calculated using the following equation: 
UOD (lbs/day) = Effluent Flow x 8.34 x ((CBOD5 x 3.62) + (NH3-N x 4.57)); whereas CBOD5 and 
NH3-N are in mg/L and Effluent Flow is in MGD. Furthermore, CBOD5 and NH3-N samples shall 
be taken from the same effluent sample on the same day. BOD5 sampling can be used in lieu of 
CBOD5. 

 
6 Fecal coliform bacteria will be reported as the geometric mean. EPD is currently waiting for final 

approval from EPA to change the surface water quality indicator bacteria from fecal coliform to 
E.coli. Upon approval from EPA, the seasonal variation for indicator bacteria is subject to change. 

 
7 The permittee shall adhere to the approved EPA test method for AOX, 1650. The minimum 

detection level for AOX is 20 µg/L. 
 
8 The permittee shall monitor for dissolved oxygen and report the results as a daily minimum in 

accordance with the reporting requirements in Part 1.D of this permit. 
 
9 The permittee shall adhere to the analytical protocol described in Appendix C of the U.S. EPA/Paper 

Industry Cooperative Dioxin Screening Study (EPA 440/1-88-025, March 1988) when analyzing 
wastewater effluent samples for 2,3,7,8-TCDD and the special requirements under  
Part III.C.2 of this permit. 

 
10 WET testing shall be conducted once during the permit term and the results submitted to the EPD 

in accordance with Part I.D of this permit. An additional WET test shall be conducted and submitted 
as part of the next application for NPDES permit reissuance. The testing must comply with the most 
current U.S. Environmental Protection Agency (EPA) chronic aquatic toxicity testing manuals. The 
referenced document is entitled Short-Term Methods of Estimating the Chronic Toxicity of 
Effluents and Receiving Waters to Freshwater Organisms, 4th Edition, U.S. EPA, 821-R-02-013, 
October 2002. Definitive tests must be run on the samples concurrently using both an invertebrate 
species (i.e. Ceriodaphnia dubia) and a vertebrate species (i.e. Fathead Minnow, pimephales 
promelas) and shall include a dilution equal to the facility’s instream waste concentration (IWC) of 
1.8%. 

 
11 Ammonia Nitrogen, Total Kjeldahl Nitrogen, Organic Nitrogen, and Nitrate/Nitrates shall be 

analyzed or calculated from the same effluent sample. 
 
12 Total Phosphorus and Orthophosphate shall be analyzed or calculated from the same effluent 

sample. 
 
13 Upstream and downstream temperature measurements shall be taken on the same day. Delta 

temperature shall be calculated using the following equation: 
 

TΔ = Td – Tu 
 

Where;   
TΔ = water temperature increase attributed to discharge (Delta Temperature) 
Td = downstream water temperature (205 feet downstream of discharge location: 33.3284, -
81.9115) 
Tu = upstream water temperature (upstream of discharge location: 33.3284, -81.9115 at location 
which is representative and outside of the influence of discharge) 
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The computation of TΔ would be done for paired downstream and upstream temperature 
measurements. Compliance with the permit requirement of a maximum 5 °F water temperature 
increase attributed to the discharge is said to be achieved if the computed TΔ is less than or equal to  
5 °F. Measurements shall be taken at a depth of approximately one (1) meter.  
 
If ambient temperature exceeds 90°F, the daily maximum numeric effluent limitation of 90°F at 
edge of mixing zone does not apply. The daily maximum numeric effluent limitation of ∆+5°F is 
still applicable. 
 

14 See Special Conditions Part III.C.4  of this permit. 
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A.2. Effluent Limitations and Monitoring Requirements 

 
a.  Upon the effective date of the permit and continuing until May 1, 2023, the permittee is authorized to 

discharge from emergency external outfall numbers 001b (33.328333, -81.9380561,2 – Graphic 
Processing Pulp and Paperboard process wastewater, foul condensate, sanitary wastewater, and 
wastewater received from Graphic Packaging International, LLC – Augusta Mill Addition for treatment 
and 001c (33.327806, -81.936861)1,2 – landfill #2 leachate. 

 
Such discharges shall be limited and monitored by the permittee as specified below: 

Effluent 

Characteristics 

(Units) 

Discharge  

Limitations 

Monitoring  

Requirements3 

Mass Based 

(lbs/day) 

Concentration Based 

(mg/L) Measurement 

Frequency 

Sample  

Type 

Sample  

Location Daily 

Avg. 

Daily 

Max. 

Daily 

Avg. 

Daily 

Max. 

Flow (MGD)4 Report Report -- -- Daily Calculated4 Effluent 

5-Day Biochemical 
Oxygen Demand  
(March – October) 

30,000 57,590 -- -- 3/Week Calculated5 Effluent 

5-Day Biochemical 
Oxygen Demand  
(November – February) 

36,379 69,839 -- -- 3/Week Calculated5 Effluent 

5-Day Carbonaceous 
Biochemical Oxygen 
Demand 6 

(March – October) 

-- -- Report Report 3/Week Grab Effluent 

Ultimate Oxygen 
Demand 6 

(March – October) 
Report7 Report7 -- -- 3/Week Calculated5,6 Effluent 

Total Suspended Solids 63,604 118,356 -- -- 3/Week Calculated5 Effluent 

Fecal Coliform8 
(#/100 mL) 

-- -- Report7 Report7 1/Week Grab Effluent 

Adsorbable Organic 
Halides (AOX)9 2,223 3,393 -- -- 1/Week Calculated5 Effluent 

Dissolved Oxygen -- -- 
See 

Footnote10 
See 

Footnote10 
1/Week Grab Effluent 

Color 
(Platinum-Cobalt Units) 

-- -- Report Report 
See  

Footnote11 Grab Effluent 

Dioxin (2,3,7,8-
TCDD)12 

-- -- 
0.65 

(pg/L) 
-- 

See 
Footnote11 Grab Effluent 

Chronic Whole Effluent 
Toxicity13 

-- -- Report Report 
See  

Footnote13 Grab 
See  

Footnote13 
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Effluent 

Characteristics 

(Units) 

Discharge  

Limitations 

Monitoring  

Requirements3 

 

Mass Based 

(lbs/day) 

Concentration Based 

(mg/L) Measurement 

Frequency 

Sample  

Type 

Sample  

Location 

 

Daily 

Avg. 

Daily 

Max. 

Daily 

Avg. 

Daily 

Max. 

Ammonia, as N6,14 

(March – October) 
-- -- Report Report 3/Week Grab Effluent 

Ammonia, as N14 

(November – February ) 
-- -- Report Report 1/Week Grab Effluent 

Total Kjeldahl 
Nitrogen14 -- -- Report Report 1/Week Grab Effluent 

Organic Nitrogen14 -- -- Report Report 1/Week Grab Effluent 

Nitrate/Nitrite14 -- -- Report Report 1/Week Grab Effluent 

Total Phosphorus15 -- -- Report Report 1/Month Grab Effluent 

Orthophosphate, as P15 -- -- Report Report 1/Month Grab Effluent 

Temperature (°F) 

(Ambient) 
-- Report -- -- 1/Month Grab16 

See 
Footnote17 

Temperature (°F) 

(Edge of Mixing Zone) 
-- 90 -- -- 1/Month Grab16 See 

Footnote17 

Delta Temperature (°F) -- +5 -- -- 1/Month Calculated16 See 
Footnote17 

 
The pH shall not be less than 6.0 standard units nor greater than 9.0 standard units and shall be monitored 
daily by grab sample. 
 
1 Discharges from external outfalls 001b and 001c shall only occur when outfalls 001 and 001a 
 are not in use.  
 
2 There shall be no discharge of floating solids or visible foam other than in trace amounts. 
 

3 All the parameters must be monitored, at a minimum, at the measurement frequency stated above if 
there is any discharge from external outfalls 001b and 001c. When 001 and 001a are in use and 001b 
and 001c are acting as internal outfalls, monitoring of these internal outfalls is not required. If there 
is no discharge from external outfalls 001b and 001c, state such in the discharge monitoring report 
in accordance with the reporting requirements in Part 1.D of this permit. 

 

4     Flow shall be reported as the total sum from both Outfalls 001b and 001c.  
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5 Grab samples shall be taken from outfall 001b and 001c. Mass shall be reported as the sum of the 
discharges from outfalls 001b and 001c. 

 

6 The ultimate oxygen demand (UOD) shall be calculated using the following equation: 
UOD (lbs/day) = Effluent Flow x 8.34 x ((CBOD5 x 3.62) + (NH3-N x 4.57)); whereas CBOD5 and 
NH3-N are in mg/L and Effluent Flow is in MGD. Furthermore, CBOD5 and NH3-N samples shall 
be taken from the same effluent sample on the same day. BOD5 sampling can be used in lieu of 
CBOD5. 

 
7 See Schedule of Compliance, Part III.B, of this permit 
 
8 Fecal coliform bacteria will be reported as the geometric mean. EPD is currently waiting for final 

approval from EPA to change the surface water quality indicator bacteria from fecal coliform to 
E.coli. Upon approval from EPA, the seasonal variation for indicator bacteria is subject to change. 

 
9 The permittee shall adhere to the approved EPA test method for AOX, 1650. The minimum 

detection level for AOX is 20 µg/L. 
 
10 The permittee shall monitor for dissolved oxygen and report the results as a daily minimum 

accordance with the reporting requirements in Part 1.D of this permit. 
 
11 The permittee shall sample for color and dioxin (2,3,7,8-TCDD) if discharging from the emergency 

external outfalls for more than 30 days in any given calendar quarter.  
 
12 The permittee shall adhere to the analytical protocol described in Appendix C of the U.S. EPA/Paper 

Industry Cooperative Dioxin Screening Study (EPA 440/1-88-025, March 1988) when analyzing 
wastewater effluent samples for 2,3,7,8-TCDD and the special requirements under  
Part III.C.2 of this permit. 

 
13 The permittee shall sample for chronic whole effluent toxicity at outfall 001b if discharging from 

the emergency external outfalls for more than 30 days in any given calendar year and the results 
shall be submitted to the EPD in accordance with Part I.D of this permit. The testing must comply 
with the most current U.S. Environmental Protection Agency (EPA) chronic aquatic toxicity testing 
manuals. The referenced document is entitled Short-Term Methods of Estimating the Chronic 
Toxicity of Effluents and Receiving Waters to Freshwater Organisms, 4th Edition, U.S. EPA, 821-
R-02-013, October 2002. Definitive tests must be run on the samples concurrently using both an 
invertebrate species (i.e. Ceriodaphnia dubia) and a vertebrate species (i.e. Fathead Minnow, 
pimephales promelas) and shall include a dilution equal to the facility’s instream waste 
concentration (IWC) of 1.8%. 

 
14 Ammonia Nitrogen, Total Kjeldahl Nitrogen, Organic Nitrogen, and Nitrate/Nitrates shall be 

analyzed or calculated from the same effluent sample. 
 
15 Total Phosphorus and Orthophosphate shall be analyzed or calculated from the same effluent 

sample. 
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16 Upstream and downstream temperature measurements shall be taken on the same day. Delta 
temperature shall be calculated using the following equation: 

 
TΔ = Td – Tu 

 
Where;   
TΔ = water temperature increase attributed to discharge (Delta Temperature) 
Td = downstream water temperature (205 feet downstream of discharge location: 33.3284, -
81.9115) 
Tu = upstream water temperature (upstream of discharge location: 33.3284, -81.9115 at location 
which is representative and outside of the influence of discharge) 

 
The computation of TΔ would be done for paired downstream and upstream temperature 
measurements. Compliance with the permit requirement of a maximum 5 °F water temperature 
increase attributed to the discharge is said to be achieved if the computed TΔ is less than or equal to  
5 °F. Measurements shall be taken at a depth of approximately one (1) meter.  
 
If ambient temperature exceeds 90°F, the daily maximum numeric effluent limitation of 90°F at 
edge of mixing zone does not apply. The daily maximum numeric effluent limitation of ∆+5°F is 
still applicable. 

 
17 See Special Conditions Part III.C.4 of this permit. 
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b. Effective May 1, 2023 and continuing until October 1, 2024, the permittee is authorized to discharge 
from emergency external outfall numbers 001b (33.328333, -81.938056)1,2 – Graphic Processing 
Pulp and Paperboard process wastewater, foul condensate, sanitary wastewater, and wastewater 
received from Graphic Packaging International, LLC – Augusta Mill Addition for treatment and 
001c (33.327806, -81.936861)1,2 – landfill #2 leachate. 
 
Such discharges shall be limited and monitored by the permittee as specified below: 

Effluent 

Characteristics 

(Units) 

Discharge  

Limitations 

Monitoring  

Requirements3 

Mass Based 

(lbs/day) 

Concentration Based 

(mg/L) Measurement 

Frequency 

Sample  

Type 

Sample  

Location Daily 

Avg. 

Daily 

Max. 

Daily 

Avg. 

Daily 

Max. 

Flow (MGD)4 Report Report -- -- Daily Calculated4 Effluent 

5-Day Biochemical 
Oxygen Demand  
(March – October) 

30,000 57,590 -- -- 3/Week Calculated5 Effluent 

5-Day Biochemical 
Oxygen Demand  
(November – February) 

36,379 69,839 -- -- 3/Week Calculated5 Effluent 

5-Day Carbonaceous 
Biochemical Oxygen 
Demand 6 

(March – October) 

-- -- Report Report 3/Week Grab Effluent 

Ultimate Oxygen 
Demand 6 

(March – October) 
Report7 Report7 -- -- 3/Week Calculated5,6 Effluent 

Total Suspended Solids 63,604 118,356 -- -- 3/Week Calculated5 Effluent 

Fecal Coliform8 
(#/100 mL) 
(May – October) 

-- -- 200 400 1/Week Grab Effluent 

Fecal Coliform8 

(#/100 mL) 
(November – April) 

-- -- 1,000 4,000 1/Week Grab Effluent 

Adsorbable Organic 
Halides (AOX)9 2,223 3,393 -- -- 1/Week Calculated5 Effluent 

Dissolved Oxygen -- -- 
See 

Footnote10 
See 

Footnote10 
1/Week Grab Effluent 

Color 
(Platinum-Cobalt Units) 

-- -- Report Report 
See 

Footnote11 
Grab Effluent 

Dioxin (2,3,7,8-
TCDD)12 

-- -- 
0.65 

(pg/L) 
-- 

See 
Footnote11 

Grab Effluent 

Chronic Whole Effluent 
Toxicity13 

-- -- Report Report 
See 

Footnote13 
Grab 

See 
Footnote13 
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Effluent 

Characteristics 

(Units) 

Discharge  

Limitations 

Monitoring  

Requirements3 

Mass Based 

(lbs/day) 

Concentration Based 

(mg/L) Measurement 

Frequency 

Sample  

Type 

Sample  

Location Daily 

Avg. 

Daily 

Max. 

Daily 

Avg. 

Daily 

Max. 

Ammonia, as N6,14 

(March – October) 
-- -- Report Report 3/Week Grab Effluent 

Ammonia, as N14 

(November – February ) 
-- -- Report Report 1/Week Grab Effluent 

Total Kjeldahl 
Nitrogen14 -- -- Report Report 1/Week Grab Effluent 

Organic Nitrogen,14 -- -- Report Report 1/Week Grab Effluent 

Nitrate/Nitrite14 -- -- Report Report 1/Week Grab Effluent 

Total Phosphorus15 -- -- Report Report 1/Month Grab Effluent 

Orthophosphate, as P15 -- -- Report Report 1/Month Grab Effluent 

Temperature (°F) 

(Ambient) 
-- Report -- -- 1/Month Grab16 

See 
Footnote17 

Temperature (°F) 

(Edge of Mixing Zone) 
-- 90 -- -- 1/Month Grab16 See 

Footnote17 

Delta Temperature (°F) -- +5 -- -- 1/Month Calculated16 See 
Footnote17 

 
The pH shall not be less than 6.0 standard units nor greater than 9.0 standard units and shall be monitored 
daily by grab sample. 
 
1 Discharges from external outfalls 001b and 001c shall only occur when outfalls 001 and 001a 
 are not in use.  
 
2 There shall be no discharge of floating solids or visible foam other than in trace amounts. 
 

3 All the parameters must be monitored, at a minimum, at the measurement frequency stated above if 
there is any discharge from external outfalls 001b and 001c. When 001 and 001a are in use and 001b 
and 001c are acting as internal outfalls, monitoring of these internal outfalls is not required. If there 
is no discharge from external outfalls 001b and 001c, state such in the discharge monitoring report 
in accordance with the reporting requirements in Part 1.D of this permit. 

 

4     Flow shall be reported as the total sum from both Outfalls 001b and 001c.  
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5 Grab samples shall be taken from outfall 001b and 001c. Mass shall be reported as the sum of the 
discharges from outfalls 001b and 001c. 

 

6 The ultimate oxygen demand (UOD) shall be calculated using the following equation: 
UOD (lbs/day) = Effluent Flow x 8.34 x ((CBOD5 x 3.62) + (NH3-N x 4.57)); whereas CBOD5 and 
NH3-N are in mg/L and Effluent Flow is in MGD. Furthermore, CBOD5 and NH3-N samples shall 
be taken from the same effluent sample on the same day. BOD5 sampling can be used in lieu of 
CBOD5. 

 
7 See Schedule of Compliance, Part III.B, of this permit 
 
8 Fecal coliform bacteria will be reported as the geometric mean. EPD is currently waiting for final 

approval from EPA to change the surface water quality indicator bacteria from fecal coliform to 
E.coli. Upon approval from EPA, the seasonal variation for indicator bacteria is subject to change. 

 
9 The permittee shall adhere to the approved EPA test method for AOX, 1650. The minimum 

detection level for AOX is 20 µg/L. 
 
10 The permittee shall monitor for dissolved oxygen and report the results as a daily minimum 

accordance with the reporting requirements in Part 1.D of this permit. 
 
11 The permittee shall sample for color and dioxin (2,3,7,8-TCDD) if discharging from the emergency 

external outfalls for more than 30 days in any given calendar quarter.  
 
12 The permittee shall adhere to the analytical protocol described in Appendix C of the U.S. EPA/Paper 

Industry Cooperative Dioxin Screening Study (EPA 440/1-88-025, March 1988) when analyzing 
wastewater effluent samples for 2,3,7,8-TCDD and the special requirements under Part III.C.2 of 
this permit. 

 
13 The permittee shall sample for chronic whole effluent toxicity at outfall 001b if discharging from 

the emergency external outfalls for more than 30 days in any given calendar year and the results 
shall be submitted to the EPD in accordance with Part I.D of this permit. The testing must comply 
with the most current U.S. Environmental Protection Agency (EPA) chronic aquatic toxicity testing 
manuals. The referenced document is entitled Short-Term Methods of Estimating the Chronic 
Toxicity of Effluents and Receiving Waters to Freshwater Organisms, 4th Edition, U.S. EPA, 821-
R-02-013, October 2002. Definitive tests must be run on the samples concurrently using both an 
invertebrate species (i.e. Ceriodaphnia dubia) and a vertebrate species (i.e. Fathead Minnow, 
pimephales promelas) and shall include a dilution equal to the facility’s instream waste 
concentration (IWC) of 1.8%. 

 
14 Ammonia Nitrogen, Total Kjeldahl Nitrogen, Organic Nitrogen, and Nitrate/Nitrates shall be 

analyzed or calculated from the same effluent sample. 
 
15 Total Phosphorus and Orthophosphate shall be analyzed or calculated from the same effluent 

sample. 
 
16 Upstream and downstream temperature measurements shall be taken on the same day. Delta 

temperature shall be calculated using the following equation: 
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TΔ = Td – Tu 
 

Where;   
TΔ = water temperature increase attributed to discharge (Delta Temperature) 
Td = downstream water temperature (205 feet downstream of discharge location: 33.3284, -
81.9115) 
Tu = upstream water temperature (upstream of discharge location: 33.3284, -81.9115 at location 
which is representative and outside of the influence of discharge) 

 
The computation of TΔ would be done for paired downstream and upstream temperature 
measurements. Compliance with the permit requirement of a maximum 5 °F water temperature 
increase attributed to the discharge is said to be achieved if the computed TΔ is less than or equal to  
5 °F. Measurements shall be taken at a depth of approximately one (1) meter.  
 
If ambient temperature exceeds 90°F, the daily maximum numeric effluent limitation of 90°F at 
edge of mixing zone does not apply. The daily maximum numeric effluent limitation of ∆+5°F is 
still applicable. 

 
17 See Special Conditions Part III.C.4 of this permit. 
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c. Effective October 1, 2024, the permittee is authorized to discharge from emergency external outfall
numbers 001b (33.328333, -81.938056)1,2 – Graphic Processing Pulp and Paperboard process
wastewater, foul condensate, sanitary wastewater, and wastewater received Graphic Packaging
International, LLC – Augusta Mill Addition for treatment and 001c (33.327806, -81.936861)1,2 –
landfill #2 leachate.

Such discharges shall be limited and monitored by the permittee as specified below: 

Effluent 

Characteristics 

(Units) 

Discharge 

Limitations 

Monitoring 

Requirements3 

Mass Based 

(lbs/day) 

Concentration 

Based (mg/L) Measurement 

Frequency 

Sample 

Type 

Sample 

Location Daily 

Avg. 

Daily 

Max. 

Daily 

Avg. 

Daily 

Max. 

Flow (MGD)4 Report Report -- -- Daily Calculated4 Effluent 

5-Day Biochemical
Oxygen Demand
(November-February)

36,379 69,839 -- -- 3/Week Calculated5 Effluent

5-Day Carbonaceous
Biochemical Oxygen
Demand6

(March – October)

-- -- Report Report 3/Week Calculated5 Effluent 

Ultimate Oxygen 
Demand 
(March – October)6

27,353 65,647 -- -- 3/Week Grab Effluent 

Total Suspended Solids 63,604 118,356 -- -- 3/Week Calculated5,6 Effluent 

Fecal Coliform7 
(#/100 mL) 
(May – October) 

-- -- 200 400 1/Week Grab Effluent 

Fecal Coliform7 
(#/100 mL) 
(November – April) 

-- -- 1,000 4,000 1/Week Grab Effluent 

Adsorbable Organic 
Halides (AOX)8 2,223 3,393 -- -- 1/Week Calculated5 Effluent 

Dissolved Oxygen9 -- -- Report Report 1/Week Grab Effluent 

Color (Platinum-Cobalt 
Units) 

-- -- Report Report 
See 

Footnote10 
Grab Effluent 

Dioxin (2,3,7,8-
TCDD)11 -- -- 

0.65 
(pg/L) 

-- 
See 

Footnote10 
Grab Effluent 

Chronic Whole Effluent 
Toxicity12 

-- -- Report Report 
See 

Footnote12 
Grab 

See 
Footnote12 
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Effluent 

Characteristics 

(Units) 

Discharge 

Limitations 

Monitoring 

Requirements3 

Mass Based 

(lbs/day) 

Concentration 

Based (mg/L) Measurement 

Frequency 

Sample 

Type 

Sample 

Location Daily 

Avg. 

Daily 

Max. 

Daily 

Avg. 

Daily 

Max. 

Ammonia, as N6,13 

(March – October) 
-- -- Report Report 3/Week Grab Effluent 

Ammonia, as N13 

(November – February) 
-- -- Report Report 1/Week Grab Effluent 

Total Kjeldahl 
Nitrogen13 -- -- Report Report 1/Week Grab Effluent 

Organic Nitrogen13 -- -- Report Report 1/Week Grab Effluent 

Nitrate/Nitrite13 -- -- Report Report 1/Week Grab Effluent 

Total Phosphorus14 -- -- Report Report 1/Month Grab Effluent 

Orthophosphate, as P14 -- -- Report Report 1/Month Grab Effluent 

Temperature (°F) 

(Ambient) 
Report Report -- -- 1/Month Grab15 See 

Footnote16 

Temperature (°F) 

(Edge of Mixing Zone) 
-- 90 -- -- 1/Month Grab15 See 

Footnote16 

Delta Temperature (°F) -- +5 -- -- 1/Month Calculated15 See 
Footnote16 

 
1 Discharges from external outfalls 001b and 001c shall only occur when outfalls 001 and 001a 
 are not in use.  
 
2 There shall be no discharge of floating solids or visible foam other than in trace amounts. 
 

3 All the parameters must be monitored, at a minimum, at the measurement frequency stated above if 
there is any discharge from external outfalls 001b and 001c. When 001 and 001a are in use and 001b 
and 001c are acting as internal outfalls, monitoring of these internal outfalls is not required. If there 
is no discharge from external outfalls 001b and 001c, state such in the discharge monitoring report 
in accordance with the reporting requirements in Part 1.D of this permit. 

 

4     Flow shall be reported as the total sum from both Outfalls 001b and 001c.  
 
5 Grab samples shall be taken from outfall 001b and 001c. Mass shall be reported as the sum of the 

discharges from outfalls 001b and 001c. 
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6 The ultimate oxygen demand (UOD) shall be calculated using the following equation: 
 UOD (lbs/day) = Effluent Flow x 8.34 x ((CBOD5 x 3.62) + (NH3-N x 4.57)); whereas CBOD5 and 

NH3-N are in mg/L and Effluent Flow is in MGD. Furthermore, CBOD5 and NH3-N samples shall 
be taken from the same effluent sample on the same day. BOD5 sampling can be used in lieu of 
CBOD5. 

 
7 Fecal coliform bacteria will be reported as the geometric mean. EPD is currently waiting for final 

approval from EPA to change the surface water quality indicator bacteria from fecal coliform to 
E.coli. Upon approval from EPA, the seasonal variation for indicator bacteria is subject to change. 

 
8 The permittee shall adhere to the approved EPA test method for AOX, 1650. The minimum detection 

level for AOX is 20 µg/L. 
 
9 The permittee shall monitor for dissolved oxygen and report the results as a daily minimum in 

accordance with the reporting requirements in Part 1.D of this permit. 
 
10 The permittee shall sample for color and dioxin (2,3,7,8-TCDD) if discharging from the emergency 

external outfalls for more than 30 days in any given calendar quarter.  
 
11 The permittee shall adhere to the analytical protocol described in Appendix C of the U.S. EPA/Paper 

Industry Cooperative Dioxin Screening Study (EPA 440/1-88-025, March 1988) when analyzing 
wastewater effluent samples for 2,3,7,8-TCDD and the special requirements under  
Part III.C.2 of this permit. 

 
12 The permittee shall sample for chronic whole effluent toxicity at outfall 001b if discharging from 

the emergency external outfalls for more than 30 days in any given calendar year and the results 
shall be submitted to the EPD in accordance with Part I.D of this permit. The testing must comply 
with the most current U.S. Environmental Protection Agency (EPA) chronic aquatic toxicity testing 
manuals. The referenced document is entitled Short-Term Methods of Estimating the Chronic 
Toxicity of Effluents and Receiving Waters to Freshwater Organisms, 4th Edition, U.S. EPA, 821-
R-02-013, October 2002. Definitive tests must be run on the samples concurrently using both an 
invertebrate species (i.e. Ceriodaphnia dubia) and a vertebrate species (i.e. Fathead Minnow, 
pimephales promelas) and shall include a dilution equal to the facility’s instream waste concentration 
(IWC) of 1.8%. 

 
13 Ammonia Nitrogen, Total Kjeldahl Nitrogen, Organic Nitrogen, and Nitrate/Nitrates shall be 

analyzed or calculated from the same effluent sample. 
 
14 Total Phosphorus and Orthophosphate shall be analyzed or calculated from the same effluent sample. 
 
15 Upstream and downstream temperature measurements shall be taken on the same day. Delta 

temperature shall be calculated using the following equation: 
 

TΔ = Td – Tu 
 

Where;   
TΔ = water temperature increase attributed to discharge (Delta Temperature) 
Td = downstream water temperature (205 feet downstream of discharge location: 33.3284, -81.9115) 
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Tu = upstream water temperature (upstream of discharge location: 33.3284, -81.9115 at location 
which is representative and outside of the influence of discharge) 

 
The computation of TΔ would be done for paired downstream and upstream temperature 
measurements. Compliance with the permit requirement of a maximum 5 °F water temperature 
increase attributed to the discharge is said to be achieved if the computed TΔ is less than or equal to  
5 °F. Measurements shall be taken at a depth of approximately one (1) meter.  
 
If ambient temperature exceeds 90°F, the daily maximum numeric effluent limitation of 90°F at edge 
of mixing zone does not apply. The daily maximum numeric effluent limitation of ∆+5°F is still 
applicable. 
 

16 See Special Conditions Part III.C.4  of this permit. 
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A.3. Effluent Limitations and Monitoring Requirements 

 
a. During the period specified on the first page of this permit, the permittee is authorized to discharge 

from internal outfall number 002b – Bleach Plant #2 effluent 
  
Such discharges shall be limited and monitored by the permittee as specified below: 
 

Effluent 

Characteristics 

(Units) 

Discharge  

Limitations 

Monitoring  

Requirements1 

Mass Based 

(lbs/day) 

Concentration Based 

(µg/L) Measurement 

Frequency 

Sample  

Type2 

Sample  

Location3 
Daily 

Avg. 

Daily 

Max. 

Daily 

Avg. 

Daily 

 Max. 

Flow (MGD) Report Report -- -- Daily Composite Effluent 

Trichlorosyringol -- -- -- <2.5 1/Month Composite Effluent 

3,4,5-Trichlorocatechol -- -- -- <5.0 1/Month Composite Effluent 

3,4,6-Trichlorocatechol -- -- -- <5.0 1/Month Composite Effluent 

3,4,5-Trichloroguaiacol -- -- -- <2.5 1/Month Composite Effluent 

3,4,6-Trichloroguaiacol -- -- -- <2.5 1/Month Composite Effluent 

4,5,6-Trichloroguaiacol -- -- -- <2.5 1/Month Composite Effluent 

2,4,5-Trichlorophenol -- -- -- <2.5 1/Month Composite Effluent 

2,4,6-Trichlorophenol -- -- -- <2.5 1/Month Composite Effluent 

Tetrachlorocatechol -- -- -- <5.0 1/Month Composite Effluent 

Tetrachloroguaiacol -- -- -- <5.0 1/Month Composite Effluent 

2,3,4,6-
Tetrachlorophenol -- -- -- <2.5 1/Month Composite Effluent 

Pentachlorophenol -- -- -- <5.0 1/Month Composite Effluent 

2,3,7,8-TCDD -- -- -- <0.000010 1/Year Composite Effluent 

2,3,7,8-TCDF -- -- -- <0.0000319 1/Year Composite Effluent 

 

1 All the parameters must be monitored, at a minimum, at the measurement frequency stated above if 
there is any discharge.  If there is no discharge, state such in the discharge monitoring report in 
accordance with the reporting requirements in Part 1.D of this permit. 
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2 Bleach plant sampling will be conducted in accordance with EPA’s established generic sampling 
plan described in Appendix B – Sample Collection Methods of the EPA guidance document entitled 
Permit Guidance Document, Pulp, Paper, and Paperboard Manufacturing Point Source Category, 
EPA-821-B-00-003, which is incorporated into this permit as Attachment No. 1, except where 
exceptions are approved by the Environmental Protection Division. Exceptions include: 1) A 
composite sample may consist of a grab sample taken every 4 hours for 12 hours instead of every 4 
hours for 24 hours; and 2) Chloroform samples are to be collected as grabs (3 pairs of samples per 
12 hours) instead of as grabs (6 pairs of samples per 24 hours), 40 milliliters each from acid and 
alkaline stream (one set is back-up), which will be composited at the laboratory. 

 
 3 Bleach plant effluent is defined as “the total discharge of process wastewaters from the bleach plant 

from each physical bleach line operated at the mill, comprising separate acid and alkaline filtrates 
or the combination therof” (40 CFR 430.01). Monitoring locations are to be situated after the sewers 
have collected all of the acid or alkaline bleaching stage discharges and before they are mixed with 
other mill wastewaters. An exception is chloroform sampling, in which case the acid and alkaline 
monitoring locations are separate and should be at the point as close as possible to where bleach 
plant wastewater is discharged from process equipment. 
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A.4. Effluent Limitations and Monitoring Requirements 

 
a. During the period specified on the first page of this permit, the permittee is authorized to discharge 

from internal outfall number 002c  – Bleach Plant #3 effluent 
  
Such discharges shall be limited and monitored by the permittee as specified below: 
 

Effluent 

Characteristics 

(Units) 

Discharge  

Limitations 

Monitoring  

Requirements1 

Mass Based 

(lbs/day) 

Concentration Based 

(µg/L) Measurement 

Frequency 

Sample  

Type2 

Sample  

Location3 
Daily 

Avg. 

Daily 

Max. 

Daily 

Avg. 
Daily Max. 

Flow (MGD) Report Report -- -- Daily Composite Effluent 

Trichlorosyringol -- -- -- <2.5 1/Month Composite Effluent 

3,4,5-Trichlorocatechol -- -- -- <5.0 1/Month Composite Effluent 

3,4,6-Trichlorocatechol -- -- -- <5.0 1/Month Composite Effluent 

3,4,5-Trichloroguaiacol -- -- -- <2.5 1/Month Composite Effluent 

3,4,6-Trichloroguaiacol -- -- -- <2.5 1/Month Composite Effluent 

4,5,6-Trichloroguaiacol -- -- -- <2.5 1/Month Composite Effluent 

2,4,5-Trichlorophenol -- -- -- <2.5 1/Month Composite Effluent 

2,4,6-Trichlorophenol -- -- -- <2.5 1/Month Composite Effluent 

Tetrachlorocatechol -- -- -- <5.0 1/Month Composite Effluent 

Tetrachloroguaiacol -- -- -- <5.0 1/Month Composite Effluent 

2,3,4,6-
Tetrachlorophenol -- -- -- <2.5 1/Month Composite Effluent 

Pentachlorophenol -- -- -- <5.0 1/Month Composite Effluent 

2,3,7,8-TCDD -- -- -- <0.000010 1/Year Composite Effluent 

2,3,7,8-TCDF -- -- -- <0.0000319 1/Year Composite Effluent 

 
1 All the parameters must be monitored, at a minimum, at the measurement frequency stated above if 

there is any discharge.  If there is no discharge, state such in the discharge monitoring report in 
accordance with the reporting requirements in Part 1.D of this permit. 

 
 

 

2 Bleach plant sampling will be conducted in accordance with EPA’s established generic sampling 
plan described in Appendix B – Sample Collection Methods of the EPA guidance document entitled 
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Permit Guidance Document, Pulp, Paper, and Paperboard Manufacturing Point Source Category, 
EPA-821-B-00-003, which is incorporated into this permit as Attachment No. 1, except where 
exceptions are approved by the Environmental Protection Division. Exceptions include: 1) A 
composite sample may consist of a grab sample taken every 4 hours for 12 hours instead of every 4 
hours for 24 hours; and 2) Chloroform samples are to be collected as grabs (3 pairs of samples per 
12 hours) instead of as grabs (6 pairs of samples per 24 hours), 40 milliliters each from acid and 
alkaline stream (one set is back-up), which will be composited at the laboratory. 

 
3 Bleach plant effluent is defined as “the total discharge of process wastewaters from the bleach plant 

from each physical bleach line operated at the mill, comprising separate acid and alkaline filtrates 
or the combination thereof” (40 CFR 430.01). Monitoring locations are to be situated after the 
sewers have collected all of the acid or alkaline bleaching stage discharges and before they are mixed 
with other mill wastewaters. An exception is chloroform sampling, in which case the acid and 
alkaline monitoring locations are separate and should be at the point as close as possible to where 
bleach plant wastewater is discharged from process equipment. 
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B. Monitoring  

 
1. Representative Sampling 

 
Samples and measurements taken as required herein shall be representative of the volume 
and nature of the monitored discharge.  The permittee shall maintain a written sampling plan 
and schedule onsite. 

 
2. Sampling Period 

 
a. Unless otherwise specified in this permit, quarterly samples shall be taken during the 

periods January-March, April-June, July-September, and October-December.  
 
b. Unless otherwise specified in this permit, semiannual samples shall be taken during 

the periods January-June and July-December.   
 
c. Unless otherwise specified in this permit, annual samples shall be taken during the 

period of January-December. 
 
3. Monitoring Procedures 
  

Analytical methods, sample containers, sample preservation techniques, and sample holding 
times must be consistent with the techniques and methods listed in 40 CFR Part 136.  The 
analytical method used shall be sufficiently sensitive.  EPA-approved methods must be 
applicable to the concentration ranges of the NPDES permit samples. 

 
 4. Detection Limits 

 
All parameters will be analyzed using the appropriate detection limits.  If the results for a 
given sample are such that a parameter is not detected at or above the specified detection 
limit, a value of "NOT DETECTED" will be reported for that sample and the detection limit 
will also be reported. 

 
5. Recording of Results 

 
For each measurement or sample taken pursuant to the requirements of this permit, the 
permittee shall record the following information: 
 
a. The exact place, date, and time of sampling or measurements, and the person(s) 

performing the sampling or the measurements; 
 
b. The dates and times the analyses were performed, and the person(s) performing the 

analyses; 
 
c. The analytical techniques or methods used; 
 
d. The results of all required analyses. 

 
6. Additional Monitoring by Permittee 
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If the permittee monitors any pollutant at the location(s) designated herein more frequently 
than required by this permit, using approved analytical methods as specified above, the 
results of such monitoring shall be included in the calculation and reporting of the values 
required in the Discharge Monitoring Report.  Such increased monitoring frequency shall 
also be indicated.  EPD may require, by written notification, more frequent monitoring or 
the monitoring of other pollutants not required in this permit. 

 
 7.  Records Retention 

 
The permittee shall retain records of all monitoring information, including all records of 
analyses performed, calibration and maintenance of instrumentation, copies of all reports 
required by this permit, and records of all data used to complete the application for this 
permit, for a minimum of three (3) years from the date of the sample, measurement, report 
or application, or longer if requested by EPD. 

 
8. Penalties 

 
The Federal Clean Water Act and the Georgia Water Quality Control Act provide that any 
person who falsifies, tampers with, or knowingly renders inaccurate any monitoring device 
or method required to be maintained under this permit, makes any false statement, 
representation, or certification in any record or other document submitted or required to be 
maintained under this permit, including monitoring reports or reports of compliance or 
noncompliance shall, upon conviction, be punished by a fine or by imprisonment, or by both.  
The Federal Clean Water Act and the Georgia Water Quality Control Act also provide 
procedures for imposing civil penalties which may be levied for violations of the Act, any 
permit condition or limitation established pursuant to the Act, or negligently or intentionally 
failing or refusing to comply with any final or emergency order of the Director of EPD 
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C. Definitions 

 
1. The "daily average" mass means the total discharge by mass during a calendar month divided 

by the number of days in the month that the production or commercial facility was operating.  
Where less than daily sampling is required by this permit, the daily average discharge shall 
be determined by the summation of all the measured daily discharges by weight divided by 
the number of days sampled during the calendar month when the measurements are made. 

 
2. The "daily maximum" mass means the total discharge by mass during any calendar day. 
 
3. The "daily average" concentration means the arithmetic average of all the daily 

determinations of concentrations made during a calendar month.  Daily determinations of 
concentration made using a composite sample shall be the concentration of the composite 
sample. 

 
4. The "daily maximum" concentration means the daily determination of concentration for any 

calendar day. 
 
5. A “calendar day” is defined as any consecutive 24-hour period. 
 
6. "Bypass" means the intentional diversion of waste streams from any portion of a treatment 

facility. 
 
7. "Severe property damage" means substantial physical damage to property, damage to 

treatment facilities that causes them to become inoperable, or substantial and permanent loss 
of natural resources that can reasonably be expected to occur in the absence of a bypass.  
Severe property damage does not mean economic loss caused by delays in production. 

 
8. “EPD” as used herein means the Environmental Protection Division of the Department of 

Natural Resources. 
 
9. “State Act” as used herein means the Georgia Water Quality Control Act (Official Code of 

Georgia Annotated; Title 12, Chapter 5, Article 2). 
 
10. “Rules” as used herein means the Georgia Rules and Regulations for Water Quality Control. 
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D. Reporting Requirements  

 
1. The permittee must electronically report the DMR, OMR and additional monitoring data 

using the web based electronic NetDMR reporting system, unless a waiver is granted by 
EPD. 
a. The permittee must comply with the Federal National Pollutant Discharge 

Elimination System Electronic Reporting regulations in 40 CFR §127.  The permittee 
must electronically  report  the   DMR,  OMR,  and  additional  monitoring  data  
using  the web based electronic NetDMR reporting system online at: 
https://netdmr.epa.gov/netdmr/public/home.htm  

 
b. Monitoring results obtained during the calendar month shall be summarized for each 

month and reported on the DMR.  The results of each sampling event shall be 
reported on the OMR and submitted as an attachment to the DMR.   
 

c. The permittee shall submit the DMR, OMR and additional monitoring data no later 
than 11:59 p.m. on the 15th day of the month following the sampling period. 

 
d. All other reports required herein, unless otherwise stated, shall be submitted to the 

EPD Office listed on the permit issuance letter signed by the Director of EPD. 
 

 2.  No later than December 21, 2025, the permittee must electronically report the following 
compliance monitoring data and reports using the online web based electronic system 
approved by EPD, unless a waiver is granted by EPD: 
 
a. Sewer Overflow/Bypass Event Reports;  
b. Noncompliance Notification; 
c. Other noncompliance; and 
d. Bypass  

 
3. Other Reports 

 
 All other reports required in this permit not listed above in Part I.D.2 or unless otherwise 

stated, shall be submitted to the EPD Office listed on the permit issuance letter signed by the 
Director of EPD. 

 
4.   Other Noncompliance 

 
All instances of noncompliance not reported under Part I.B. and Part II. A. shall be reported 
to EPD at the time the monitoring report is submitted. 
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5. Signatory Requirements 

 
All reports, certifications, data or information submitted in compliance with this permit or 
requested by EPD must be signed and certified as follows: 

 
a. Any State or NPDES Permit Application form submitted to the EPD shall be signed 

as follows in accordance with the Federal Regulations, 40 C.F.R. 122.22: 
 

1. For a corporation, by a responsible corporate officer.  A responsible corporate 
officer means: 

 
i a president, secretary, treasurer, or vice president of the corporation 

in charge of a principal business function, or any other person who 
performs similar policy- or decision making functions for the 
corporation, or 

 
ii. the manager of one or more manufacturing, production, or operating 

facilities employing more than 250 persons or having gross annual 
sales or expenditures exceeding $25 million (in second-quarter 1980 
dollars), if authority to sign documents has been assigned or delegated 
to the manager in accordance with corporate procedures. 

 
2. For a partnership or sole proprietorship, by a general partner or the proprietor, 

respectively; or 
 

3. For a municipality, State, Federal, or other public facility, by either a 
principal executive officer or ranking elected official. 

 
b. All other reports or requests for information required by the permit issuing authority 

shall be signed by a person designated in (a) above or a duly authorized 
representative of such person, if: 

 
1. The representative so authorized is responsible for the overall operation of 

the facility from which the discharge originates, e.g., a plant manager, 
superintendent or person of equivalent responsibility; 

 
2. The authorization is made in writing by the person designated under (a) 

above; and 
 

3. The written authorization is submitted to the Director. 
 

c. Any changes in written authorization submitted to the permitting authority under (b) 
above which occur after the issuance of a permit shall be reported to the permitting 
authority by submitting a copy of a new written authorization which meets the 
requirements of (b) and (b.1) and (b.2) above. 

 
 

d. Any person signing any document under (a) or (b) above shall make the following 
certification:  
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“I certify under penalty of law that this document and all attachments were prepared 
under my direction or supervision in accordance with a system designed to assure 
that qualified personnel properly gather and evaluate the information submitted. 
Based on my inquiry of the person or persons who manage the system, or those 
persons directly responsible for gathering the information, the information submitted 
is, to the best of my knowledge and belief, true, accurate, and complete. I am aware 
that there are significant penalties for submitting false information, including the 
possibility of fine and imprisonment for knowing violations.” 
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PART II 

 
A. Management Requirements 

  
1. Notification of Changes 

 
a. The permittee shall provide EPD at least 90 days advance notice of any planned 

physical alterations or additions to the permitted facility that meet the following 
criteria: 

 
1 The alteration or addition to a permitted facility may meet one of the criteria 

for determining whether a facility is a new source in 40 CFR 122.29(b); 
 
2 The alteration or addition could significantly change the nature or increase 

the quantity of pollutants discharged.  This notification applies to pollutants 
which are subject neither to effluent limitations in the permit, nor to 
notification requirements under 40 CFR 122.42(a)(1); or 

 
3. The alteration or addition results in a significant change in the permittee’s 

sludge use or disposal practices, and such alteration, addition, or change may 
justify the application of permit conditions that are different from or absent 
in the existing permit, including notification of additional use or disposal sites 
not reported during the permit application process or not reported pursuant to 
an approved land application plan. 

 
b. The permittee shall give at least 90 days advance notice to EPD of any planned 

changes to the permitted facility or activity which may result in noncompliance with 
permit requirements.  
 

c. Following the notice in paragraph a. or b. of this condition the permit may be 
modified.  The permittee shall not make any changes, or conduct any activities, 
requiring notification in paragraph a. or b. of this condition without approval from 
EPD. 
 

d. The permittee shall provide at least 30 days advance notice to EPD of: 
 
1. any planned expansion or increase in production capacity; or 

 

2. any planned installation of new equipment or modification of existing 

processes that could increase the quantity of pollutants discharged or result 

in the discharge of pollutants that were not being discharged prior to the 

planned change 

 

if such change was not identified in the permit application(s) upon which this permit 
is based and for which notice was not submitted under paragraphs a. or b. of this 
condition. 
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e. All existing manufacturing, commercial, mining, and silvicultural dischargers shall 
notify EPD as soon as it is known or there is reason to believe that any activity has 
occurred or will occur which would result in the discharge, on a routine or frequent 
basis, of any toxic pollutant not limited in the permit, if that discharge will exceed 
(i) 100 µg/L, (ii) five times the maximum concentration reported for that pollutant in 
the permit application, or (iii) 200 µg/L for acrolein and acrylonitrile, 500 μg/L for 
2,4 dinitrophenol and for 2-methyl-4-6-dinitrophenol, or 1 mg/L antimony. 

 
f. All existing manufacturing, commercial, mining, and silvicultural dischargers shall 

notify EPD as soon as it is known or there is reason to believe that any activity has 
occurred or will occur which would result in any discharge on a nonroutine or 
infrequent basis, of any toxic pollutant not limited in the permit, if that discharge will 
exceed (i) 500 µg/L, (ii) ten times the maximum concentration reported for that 
pollutant in the permit application, or (iii) 1 mg/L antimony. 
 

g.   Upon the effective date of this permit, the permittee shall submit to EPD an annual 
certification in June of each year certifying whether or not there has been any change 
in processes or wastewater characteristics as described in the submitted NPDES 
permit application that required notification in paragraph a., b., or d. of this 
condition.  The permittee shall also certify annually in June whether the facility has 
received offsite wastes or wastewater and detail any such occurrences.  

 
2. Noncompliance Notification 

 
If, for any reason, the permittee does not comply with, or will be unable to comply with any 
effluent limitation specified in this permit, the permittee shall provide EPD with an oral 
report within 24 hours from the time the permittee becomes aware of the circumstances 
followed by a written report within five (5) days of becoming aware of such condition.  The 
written submission shall contain the following information: 

 
a. A description of the discharge and cause of noncompliance; and 

 
b. The period of noncompliance, including exact dates and times; or, if not corrected, 

the anticipated time the noncompliance is expected to continue, and steps being taken 
to reduce, eliminate, and prevent recurrence of the noncomplying discharge. 

 
3. Facility Operation 
 

The permittee shall at all times maintain in good working order and operate as efficiently as 
possible all treatment or control facilities or systems installed or used by the permittee to 
achieve compliance with the terms and conditions of this permit.  Proper operation and 
maintenance includes effective performance, adequate funding, adequate operator staffing 
and training, and adequate laboratory and process controls, including appropriate quality 
assurance procedures.  This provision requires the operation of back-up or auxiliary facilities 
or similar systems only when necessary to achieve compliance with the conditions of the 
permit. 
 

4. Adverse Impact 
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The permittee shall take all reasonable steps to minimize or prevent any discharge in 
violation of this permit which has a reasonable likelihood of adversely affecting human 
health or the environment, including such accelerated or additional monitoring as necessary 
to determine the nature and impact of the noncomplying discharge. 

 
5. Bypassing 
 

a. If the permittee knows in advance of the need for a bypass, it shall submit prior notice 
to EPD at least 10 days (if possible) before the date of the bypass.  The permittee 
shall submit notice of any unanticipated bypass with an oral report within 24 hours 
from the time the permittee becomes aware of the circumstances followed by a 
written report within five (5) days of becoming aware of such condition.  The written 
submission shall contain the following information: 
 
1. A description of the discharge and cause of noncompliance; and 
 
2. The period of noncompliance, including exact dates and times; or, if not 

corrected, the anticipated time the noncompliance is expected to continue, 
and steps being taken to reduce, eliminate and prevent recurrence of the 
noncomplying discharge. 

 
b. Any diversion or bypass of facilities covered by this permit is prohibited, except (i) 

where unavoidable to prevent loss of life, personal injury, or severe property damage; 
(ii) there were no feasible alternatives to the bypass, such as the use of auxiliary 
treatment facilities, retention of untreated wastes, or maintenance during normal 
periods of equipment downtime (this condition is not satisfied if the permittee could 
have installed adequate back-up equipment to prevent a bypass which occurred 
during normal periods of equipment downtime or preventive maintenance); and (iii) 
the permittee submitted a notice as required above.  The permittee shall operate the 
treatment works, including the treatment plant and total sewer system, to minimize 
discharge of the pollutants listed in Part I of this permit from combined sewer 
overflows or bypasses.  Upon written notification by EPD, the permittee may be 
required to submit a plan and schedule for reducing bypasses, overflows, and 
infiltration in the system. 
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6. Sludge Disposal Requirements 

 
Sludge shall be disposed of in accordance with the regulations and guidelines established 
by EPD, the Federal Clean Water Act, and the Resource Conservation and Recovery Act 
(RCRA).  Prior to disposal of sludge by any method other than co-disposal in a permitted 
sanitary landfill, the permittee shall submit a sludge management plan to the Watershed 
Protection Branch of EPD for written approval. For land application of nonhazardous 
sludge, the permittee shall comply with the applicable criteria outlined in the most current 
version of EPD’s "Guidelines for Land Application of Sewage Sludge (Biosolids) at 
Agronomic Rates" and with the State Rules, Chapter 391-3-6-.17. EPD may require more 
stringent control of this activity. Prior to land applying nonhazardous sludge, the permittee 
shall submit a sludge management plan to EPD for review and approval. Upon approval, 
the plan for land application will become a part of the NPDES permit upon modification of 
the permit. 

 
7. Sludge Monitoring Requirements 

 
The permittee shall develop and implement procedures to ensure adequate year-round sludge 
disposal.  The permittee shall monitor the volume and concentration of solids removed from 
the plant.  Records shall be maintained which document the quantity of solids removed from 
the plant.  The ultimate disposal of solids shall be reported (in the unit of lbs) as specified in 
Part I.D of this permit.  

 
8. Power Failures 

 
Upon the reduction, loss, or failure of the primary source of power to said water pollution 
control facilities, the permittee shall use an alternative source of power if available to reduce 
or otherwise control production and/or all discharges in order to maintain compliance with 
the effluent limitations and prohibitions of this permit. 

 
If such alternative power source is not in existence, and no date for its implementation 
appears in Part I, the permittee shall halt, reduce or otherwise control production and/or all 
discharges from wastewater control facilities upon the reduction, loss, or failure of the 
primary source of power to said wastewater control facilities. 
 

9.  Operator Certification Requirements  

   
The permittee shall ensure that, when required, a certified operator is in charge of the facility 
in accordance with Georgia State Board of Examiners for Certification of Water and 
Wastewater Treatment Plant operators And Laboratory Analysts Rule 43-51-6.(b) 

 
10.  Laboratory Analyst Certification Requirements 

 
The permittee shall ensure that, when required, the person in responsible charge of the 
laboratory performing the analyses for determining permit compliance is certified in 
accordance with the Georgia Certification of Water and Wastewater Treatment Plant 
operators and Laboratory Analysts Act, as amended, and the Rules promulgated thereunder.  

B. Responsibilities 
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 1. Right of Entry 
 

The permittee shall allow the Director of EPD, the Regional Administrator of EPA, and/or 
their authorized representatives, agents, or employees, upon the presentation of credentials: 
 
a. To enter upon the permittee's premises where a discharge source is located or in 

which any records are required to be kept under the terms and conditions of this 
permit; and 

 
b. At reasonable times, to have access to and copy any records required to be kept under 

the terms and conditions of this permit; to inspect any facilities, equipment (including 
monitoring and control equipment), practices, or operations regulated or required 
under this permit; and to sample any substance or parameters in any location.  
 

2. Transfer of Ownership or Control 
 

A permit may be transferred to another person by a permittee if: 
 
a. The permittee notifies the Director of EPD in writing of the proposed transfer at least 

thirty (30) days in advance of the proposed transfer; 
 
b. A written agreement containing a specific date for transfer of permit responsibility 

and coverage between the current and new permittee (including acknowledgement 
that the existing permittee is liable for violations up to that date, and that the new 
permittee is liable for violations from that date on) is submitted to the Director at 
least thirty (30) days in advance of the proposed transfer; and 

 
c. The Director, within thirty (30) days, does not notify the current permittee and the 

new permittee of EPD’s intent to modify, revoke and reissue, or terminate the permit 
and to require that a new application be filed rather than agreeing to the transfer of 
the permit. 

 
3. Availability of Reports 
 

Except for data deemed to be confidential under O.C.G.A. § 12-5-26 or by the Regional 
Administrator of the EPA under the Code of Federal Regulations, Title 40, Part 2, all reports 
prepared in accordance with the terms of this permit shall be available for public inspection 
at an office of EPD.  Effluent data, permit applications, permittee's names and addresses, 
and permits shall not be considered confidential. 
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4. Permit Modification 
  

After written notice and opportunity for a hearing, this permit may be modified, suspended, 
revoked or reissued in whole or in part during its term for cause including, but not limited 
to, the following: 
 
a. Violation of any conditions of this permit; 

 
b. Obtaining this permit by misrepresentation or failure to disclose fully all relevant 

facts; 
 

c. A change in any condition that requires either a temporary or permanent reduction 
or elimination of the permitted discharge; or 

 
d. To comply with any applicable effluent limitation issued pursuant to the order of the 

United States District Court for the District of Columbia issued on June 8, 1976, in 
Natural Resources Defense Council, Inc. et.al. v. Russell E. Train, 8 ERC 
2120(D.D.C. 1976), if the effluent limitation so issued: 
 
1. is different in conditions or more stringent than any effluent limitation in the 

permit; or 
 

2. controls any pollutant not limited in the permit. 
 

5. Toxic Pollutants 
   

The permittee shall comply with effluent standards or prohibitions established pursuant to 
Section 307(a) of the Federal Clean Water Act for toxic pollutants, which are present in the 
discharge within the time provided in the regulations that establish these standards or 
prohibitions, even if the permit has not yet been modified to incorporate the requirement. 

 
 6. Civil and Criminal Liability 
 

Nothing in this permit shall be construed to relieve the permittee from civil or criminal 
penalties for noncompliance. 

 
7. State Laws 

 
Nothing in this permit shall be construed to preclude the institution of any legal action or 
relieve the permittee from any responsibilities, liabilities, or penalties established pursuant 
to any applicable State law or regulation under authority preserved by Section 510 of the 
Federal Clean Water Act. 

 
 8. Water Quality Standards 

 
Nothing in this permit shall be construed to preclude the modification of any condition of 
this permit when it is determined that the effluent limitations specified herein fail to achieve 
the applicable State water quality standards. 

 9. Property Rights 
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The issuance of this permit does not convey any property rights in either real or personal 
property, or any exclusive privileges, nor does it authorize any injury to private property or 
any invasion of personal rights, nor any infringement of Federal, State or local laws or 
regulations. 

 
10. Expiration of Permit 

 
The permittee shall not discharge after the expiration date.  In order to receive authorization 
to discharge beyond the expiration date, the permittee shall submit such information, forms, 
and fees as are required by EPD at least 180 days prior to the expiration date. 

 
11. Contested Hearings 

 
Any person who is aggrieved or adversely affected by an action of the Director of EPD shall 
petition the Director for a hearing within thirty (30) days of notice of such action.  

 
12. Severability 

 
The provisions of this permit are severable, and if any provision of this permit, or the 
application of any provision of this permit to any circumstance, is held invalid, the 
application of such provision to other circumstances, and the remainder of this permit, shall 
not be affected thereby. 

 
13. Best Management Practices 

 
The permittee will implement best management practices to control the discharge of 
hazardous and/or toxic materials from ancillary manufacturing activities.  Such activities 
include, but are not limited to, materials storage, in-plant transfer, process and material 
handling, loading and unloading operations, plant site runoff, and sludge and waste disposal. 

 
14. Need to Halt or Reduce Activity Not a Defense 

 
It shall not be a defense for a permittee in an enforcement action that it would have been 
necessary to halt or reduce the permitted activity in order to maintain compliance with the 
conditions of this permit. 
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15. Duty to Provide Information 
 

a. The permittee shall furnish to the EPD Director, within a reasonable time, any 
information which the Director may request to determine whether cause exists for 
modifying, revoking and reissuing, or terminating this permit or to determine 
compliance with this permit.  The permittee shall also furnish upon request copies of 
records required to be kept by this permit. 

 
b. When the permittee becomes aware that it failed to submit any relevant facts in a 

permit application or submitted incorrect information in a permit application or any 
report to the Director, it shall promptly submit such facts and information. 

 

16.   Duty to Comply 

 

a. The permittee must comply with all conditions of this permit.  Any permit 
noncompliance constitutes a violation of the Georgia Water Quality Control Act 
(O.C.G.A. § 12-5-20 et. seq.) and is grounds for enforcement action; for permit 
termination; revocation and reissuance, or modification; or for denial of a permit 
renewal application.  Any instances of noncompliance must be reported to EPD as 
specified in Part I. D and Part II.A. of this permit. 

 
b. Penalties for violations of permit conditions.  The Federal Clean Water Act and the 

Georgia Water Quality Control Act (O.C.G.A. § 12-5-20 et. seq.) provide that any 
person who falsifies, tampers with, or knowingly renders inaccurate any monitoring 
device or method required under this permit, makes any false statement, 
representation, or certification in any record or other document submitted or required 
to be maintained under this permit, including monitoring reports or reports of 
compliance or noncompliance shall, upon conviction be punished by a fine or by 
imprisonment, or by both.  The Georgia Water Quality Control Act (Act) also 
provides procedures for imposing civil penalties which may be levied for violations 
of the Act, any permit condition or limitation established pursuant to the Act, or 
negligently or intentionally failing or refusing to comply with any final or emergency 
order of the Director. 

 

17. Upset Provisions 

 
Provisions of 40 CFR 122.41(n)(1)-(4), regarding "Upset" shall be applicable to any civil, 
criminal, or administrative proceeding brought to enforce this permit. 
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PART III 

 
A. Previous Permits 

 

1. All previous State wastewater permits issued to this facility, whether for construction or 
operation, are hereby revoked by the issuance of this permit.  This action is taken to assure 
compliance with the Georgia Water Quality Control Act, as amended, and the Federal Clean 
Water Act, as amended.  Receipt of the permit constitutes notice of such action.  The 
conditions, requirements, terms and provisions of this permit authorizing discharge under 
the National Pollutant Discharge Elimination System govern discharges from this facility. 

 

B. Schedule of Compliance 

  
1.  The permittee shall achieve compliance with the effluent limitations specified for discharges 

in accordance with the following schedule: 
 

a. The effluent limitations and monitoring specified in Part I.A.1.a, Part I.A.1.b, Part 
I.A.1.c, Part I.A.2.a., Part I.A.2.b., and Part I.A.2.c. are effective on the effective date 
of this permit, except as specified below.  

 
b. The permittee shall achieve compliance with the fecal coliform effluent limits 

specified in Part I.A.1.b.and Part I.A.2.b. of this permit in accordance with the 
following schedule: 

 
(i) Beginning the effective date of this permit and continuing until May 1, 2023, 

the permittee shall monitor fecal coliform in accordance with Part I.A.1.a and 
Part I A.2.a. of this permit.   

 
(ii) No later than May 1, 2023, the permittee shall achieve compliance with the 

fecal coliform effluent limits specified in Part I.A.1.b. and Part I.A.2.b. of 
this permit. 

 
c. The permittee shall achieve compliance with the UOD effluent limits specified in 

Part I.A.1.c. and Part I.A.2.c.of this permit in accordance with the following 
schedule: 

 
(i) Beginning on the effective date of this permit and continuing until October 

1, 2024, the permittee shall continue to discharge under the limitations placed 
in previous permit for UOD in accordance with Part I.A.1.a, Part I.A.1.b, Part 
I.A.2.a. and Part I.A.2.b. of this permit.   

 
(ii) No later than October 1, 2024, the permittee shall achieve compliance with 

the UOD effluent limits specified in Part I.A.1.c. and Part I.A.2.c. of this 
permit. 
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d. The permittee shall submit a written progress report to EPD on June 30th and 
December 31st every year describing the status of achieving compliance with Part 
I.A.1.c. and Part I.A.2.c. of this permit.  The permittee shall submit the report to the 
EPD assigned Compliance Office. 
 

2. No later than 14 calendar days following a date identified in the above schedule of 
compliance, the permittee shall submit either a report of progress or, in the case of specific 
actions being required by identified dates, a written notice of compliance or noncompliance, 
any remedial actions taken, and the probability of meeting the next scheduled requirement 

 

C.   Special Conditions 

 

1. Savannah 5R Alternative Restoration Plan Annual Reporting 

 

a. The permittee shall submit an annual report which provides all available discharge 
data over the previous twelve (12) calendar months for the following parameters: 
discharge date, flow (MGD), 5-day biochemical oxygen demand (mg/L) and/or 5-
day carbonaceous biochemical oxygen demand (mg/L), and ammonia, as N (mg/L). 
Additionally, the permittee shall calculate the arithmetic average, standard deviation, 
and coefficient of variation (CV) for ultimate oxygen demand (UOD) loading based 
on the daily discharge data. The annual report shall be submitted using the Savannah 
5R Alternative Restoration Plan Annual Report Form published on Georgia EPD’s 
website and provided in an electronic format on a compact disc (CD) or universal 
serial bus (USB). The report is due no later than the 15th of November to the Georgia 
EPD Watershed Planning and Monitoring Program at the address below: 

 
Environmental Protection Division 

Watershed Planning and Monitoring Program 
2 Martin Luther King Jr. Drive SE 

Suite 1152 East 
Atlanta, Georgia 30334 

 
2. Fish Tissue Monitoring 

  

a. The permittee shall monitor for all seventeen cogeners of dioxin (2,3,7,8-TCDD) and 
furan (2,3,7,8-TCDF) in ambient fish tissue in the facility’s receiving stream. The 
dioxin monitoring program shall be conducted in accordance with the Study Plan To 
Conduct Dioxin Monitoring In Fish Tissue From The Vicinity Of Five Georgia 
Bleached Kraft Mills, March 31, 1989. The sampling/testing program commenced in 
1999 and shall continue through this permit with the program repeating every three 
years. 

 
b. The Director may request that the permittee revise the Study Plan applicable to the 

sampling/testing program in order to address the issue of dioxin (2,3,7,8-TCDD) and 
furan (2,3,7,8-TCDF) congeners in different sizes of fish fillet, as proposed by the 
Fish Tissue Advisory Committee for developing consumption recommendations. 

 
3. In lieu of monitoring for chloroform, the permittee must recertify on the monthly DMR that 

the chlorine containing compounds used for bleaching are unchanged and the processes and 
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operating conditions have been maintained on the fiber line and have not exceeded the 
maximum values recorded for the conditions listed in §430.02(f)(2)(ii) or §430.02(f)(3)(ii). 
 

4. Thermal Mixing Zone 
 

A thermal mixing zone has been approved for the facility. The mixing zone is defined as the 
segment of the river extending 205 feet downstream from the point of discharge (33.3284, -
81.9115) and extending 27 feet from the west bank of the river. The downstream sampling 
location for compliance with the maximum temperature and delta temperature limits 
outlined in Part I.A.1.b, Part I.A.1.c, and Part I.A.1.d of this permit is defined as 13.5 feet 
from the west bank of the river. 
 

D. Best Management Practices (BMP) Plan 

 

1. Specialized Definitions 
   

a. “Action Level” means a daily pollutant loading that when exceeded triggers 
investigative or corrective action. Mills determine action levels by a statistical 
analysis of six months of daily measurements collected at the mill. For example, the 
lower action level may be the 75th percentile of the running seven-day averages (that 
value exceeded by 25 percent of the running seven-day averages) and the upper 
action level may be the 90th percentile of the running seven-day averages (that value 
exceeded by 10 percent of the running seven-day averages). 
 

b. “Equipment Items in Spent Pulping Liquor, Soap, and Turpentine Service” means 
any process vessel, storage tank, pumping system, evaporator, heat exchanger, 
recovery furnace or boiler, pipeline, valve, fitting, or the device that contains, 
processes, transports, or comes into contact with pulping liquor, soap, or turpentine. 
Sometimes referred to as “equipment items.” 

c. “Immediate Process Area” means the location at the mill where pulping, screening, 
knotting, pulp washing, pulping liquor concentration, pulping liquor processing, and 
chemical recovery facilities are located, generally the battery limits of the 
aforementioned processes. “Immediate process area” includes spent pulping liquor 
storage and spill control tanks located at the mill, whether or not they are located in 
the immediate process area. 
 

d. “Intentional Diversion” means the planned removal of spent pulping liquor, soap, or 
turpentine from equipment items in spent pulping liquor, soap, or turpentine service 
by the mill for any purpose including, but not limited to, maintenance, grade changes, 
or process shutdowns. 
 

e. “Mill” means the owner or operator of a direct or indirect discharging pulp, paper, 
or paperboard manufacturing facility subject to this section. 
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f. “Senior Technical Manager” means the person designated by the mill manager to 
review the BMP Plan. The senior technical manager shall be the chief engineer at the 
mill, the manager of pulping and chemical recovery operations, or other such 
responsible person designated by the mill manager who has knowledge of and 
responsibility for pulping and chemical recovery operations. 

 
g. “Soap” means the product of reaction between the alkali in kraft pulping liquor and 

fatty acid portions of the wood, which precipitate out when water is evaporated from 
the spent pulping liquor. 
 

h. “Spent Pulping Liquor” means for kraft and soda mills the black liquor that is used, 
generated, stored, or processed at any point in the pulping and chemical recovery 
processes. For sulfite mills “spent pulping liquor” means any intermediate, final, or 
used chemical recovery processes (e.g. ammonium-, calcium-, magnesium-, or 
sodium-based sulfite liquors). 
 

i. “Turpentine” means a mixture of terpenes, principally pinene, obtained by the steam 
distillation of pine gum recovered from the condensation of digester relief gases from 
the cooking of softwoods by the kraft pulping process. Sometimes referred to as 
sulfate turpentine. 

 
 2. Requirement to Implement Best Management Practices 
 

The permittee must implement the Best Management Practices (BMPs) specified below. 
BMPs must be developed according to best engineering practices and must be implemented 
in a manner that takes into account the specific circumstances of the mill. 
 
a. The permittee must return spilled or diverted spent pulping liquors, soap, and 

turpentine to the process to the maximum extent practicable as determined by the 
mill, recover such materials outside the process, or discharge spilled or diverted 
material at a rate that does not disrupt the receiving wastewater treatment system. 
 

b. The permittee must establish a program to identify and repair leaking equipment 
items. This program must include. 
 
(i) Regular visual inspections (e.g. once per day) of process areas with 

equipment items in spent pulping liquor, soap, and turpentine service; 
 

(ii) Immediate repairs of leaking equipment items, when possible. Leaking 
equipment items that cannot be repaired during normal operations must be 
identified, temporary means for mitigating the leaks must be provided, and 
the leaking equipment items repaired during the next maintenance outage; 
 

(iii) Identification of conditions under which production will be curtailed or halted 
to repair leaking equipment items or to prevent pulping liquor, soap, and 
turpentine leaks and spills; and 
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(iv) A means for tracking repairs over time to identify those equipment items 
where upgrade or replacement may be warranted based on frequency and 
severity of leaks, spills, or failures. 
 

c. The permittee must operate continuous, automatic monitoring systems that the mill 
determines are necessary to detect and control leaks, spills, and intentional diversions 
of spent pulping liquor, soap, and turpentine. These monitoring systems should be 
integrated with the mill process control system and may include, e.g., high level 
monitors and alarms on storage tanks; process area conductivity (or pH) monitors 
and alarms; and process area sewer, process wastewater, and wastewater treatment 
plant conductivity (or pH) monitors and alarms. 
 

d. The permittee must establish a program of initial and refresher training of operators, 
maintenance personnel, and other technical and supervisory personnel who have 
responsibility for operating, maintaining, or supervising the operation and 
maintenance of equipment items in spent pulping liquor, soap, and turpentine service. 
The refresher training must be conducted at least annually and the training program 
must be documented. 
 

e. The permittee must prepare a brief report that evaluates each spill of spent pulping 
liquor, soap, and turpentine that is not contained at the immediate process area and 
any intentional diversion of spent pulping liquor, soap, or turpentine that is not 
contained at the immediate process area. The report must describe the equipment 
items involved, the circumstances leading to the incident, the effectiveness of the 
corrective actions taken to contain and recover the spill or intentional diversion, and 
plans to develop changes to equipment and operating and maintenance practices as 
necessary to prevent recurrence. Discussion of the reports must be included as part 
of the annual refresher training. 

f. The permittee must establish a program to review any planned modifications to the 
pulping and chemical recovery facilities and any construction activities in the 
pulping and chemical recovery areas before these activities commence. The purpose 
of such review is to prevent leaks and spills of spent pulping liquor, soap, and 
turpentine during the planned modifications, and to ensure that construction and 
supervisory personnel are aware of possible liquor diversions and of the requirement 
to prevent leaks and spills of spent pulping liquors, soap, and turpentine during 
construction. 
 

g. The permittee must install and maintain secondary containment (i.e., containment 
constructed of materials impervious to pulping liquors) for spent pulping liquor bulk 
storage tanks equivalent to the volume of the largest tank plus sufficient freeboard 
for precipitation. An annual tank integrity testing program, if coupled with other 
containment or diversion structures, may be substituted for secondary containment 
for spent pulping liquor bulk storage tanks. 
 

h. The permittee must install and maintain secondary containment for turpentine bulk 
storage tanks. 
 

i. The permittee must install and maintain curbing, diking or means of isolating soap 
and turpentine processing and loading areas from the wastewater treatment facilities. 
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j. The permittee must conduct wastewater monitoring to detect leaks and spills, to track 
the effectiveness of the BMPs, and to detect trends in spent pulping liquor losses. 
Such monitoring must be performed in accordance with Part III.D.8. 
 

3. Requirement to Develop A BMP Plan 
 

a. The permittee must prepare and implement a BMP Plan. The BMP Plan must be 
based on a detailed engineering review as described in Part III.D.3.b and Part 
III.D.3.c. The BMP Plan must specify the procedures and the practices required for 
each mill to meet the requirements of Part III.D.2, the construction the mill 
determines is necessary to meet those requirements including a schedule for such 
construction, and the monitoring program (including the statistically derived action 
levels) that will be used to meet the requirements of Part III.D.8. The BMP Plan also 
must specify the period of time that the mill determines the action levels established 
under Part III.D.7 may be exceeded without triggering the responses specified in 
paragraph Part III.D.8. 
 

b. The permittee must conduct a detailed engineering review of the pulping and 
chemical recovery operations, including but not limited to, process equipment, 
storage tanks, pipelines and pumping systems, loading and unloading facilities, and 
other appurtenant pulping and chemical recovery equipment items in spent pulping 
liquor, soap, and turpentine service for the purpose of determining the magnitude and 
routing of potential leaks, spills, and intentional diversions of spent pulping liquors, 
soap, and turpentine during the following periods of operation: 

  
 (i) Process start-ups and shut downs; 
 (ii) Maintenance; 
 (iii) Production grade changes; 
 (iv) Storm or other weather events; 
 (v) Power failures; and 
 (vi) Normal operations 
 
c. As part of the engineering review, the permittee must determine whether the existing 

spent pulping liquor containment facilities are of adequate capacity for collection and 
storage of anticipated intentional liquor diversions with sufficient contingency for 
collection and containment of spills. The engineering review must also consider: 

 
(i) The need for continuous, automatic monitoring systems to detect and control 

leaks and spills of spent pulping liquor, soap, and turpentine; 
 

(ii) The need for process wastewater diversion facilities to protect end-of-pipe 
wastewater treatment facilities from adverse effects of spills and diversions 
of spent pulping liquors, soap, and turpentine; 

 
(iii) The potential for contamination of storm water from the immediate process 

areas; and 
(iv) The extent to which segregation and/or collection and treatment of 

contaminated stormwater from the immediate process areas is appropriate. 
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4. Amendment of BMP Plan 
 

a. The permittee must amend its BMP Plan whenever there is a change in mill design, 
construction, operation, or maintenance that materially affects the potential for leaks 
or spills of spent pulping liquor, turpentine, or soap from the immediate process 
areas. 

 
b. The permittee must complete a review and evaluation of the BMP Plan five years 

after the first BMP Plan is prepared and, except as provided in Part III.D.4.a, once 
every five years thereafter. As a result of this review and evaluation, the permittee 
must amend the BMP Plan within three months of the review if the mill determines 
that any new or modified management practices and engineered controls are 
necessary to reduce significantly the likelihood of spent pulping liquor, soap, and 
turpentine leaks, spills, or intentional diversions from the immediate process areas, 
including a schedule for implementation of such practices and controls. 

 
5. Review and Certification of BMP Plan 

 
a. The BMP Plan, and any amendments, must be reviewed by the senior technical 

manager at the mill and approved and signed by the mill manager. Any person 
signing the BMP Plan or its amendments must certify to the Georgia Environmental 
Protection Division (EPD) under penalty of law that the BMP Plan (or its 
amendments) has been prepared in accordance with good engineering practices and 
in accordance with this regulation. The permittee is not required to obtain approval 
from Georgia EPD of the BMP Plan or any amendments. 

 
6. Recordkeeping Requirements 

 
a. The permittee must maintain on its premises a complete copy of the current BMP 

Plan and the records specified in Part III.D.6.b and must make such BMP Plan and 
records available to the Georgia EPD or their designee for review upon request. 

 
b. The permittee must maintain the following records for three years from the date they 

are created: 
 

(i) Records tracking the repairs performed in accordance with the repair program 
described in Part III.D.2.b; 

 
(ii) Records of initial and refresher training conducted in accordance with Part 

III.D.2.d; 
 
(iii) Reports prepared in accordance with Part III.D.2.e; and 
 
(iv) Records of monitoring required by Part III.D.2.j and Part III.D.8. 
 

7. Establishment of Wastewater Treatment System Influent Action Levels 
 

a. The permittee must conduct a monitoring program, described in Part III.D.7.b, for 
the purpose of defining the wastewater treatment system influent characteristics (or 
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action levels), described in Part III.D.7.c, that will trigger requirements to initiate 
investigations on BMP effectiveness and to take corrective action. 

 
b. The permittee must employ the following procedures in order to develop the required 

action levels: 
 

(i) The permittee must collect 24-hour composite samples and analyze the 
samples for a measure of organic content (e.g., chemical oxygen demand 
(COD) or Total Organic Carbon (TOC)). Alternatively, the permittee may 
use a measure related to spent pulping liquor losses measured continuously 
and averaged over 24 hours (e.g. specific conductivity or color). 

 
(ii) For direct dischargers, monitoring must be conducted at the point influent 

enters the wastewater treatment system. For indirect dischargers monitoring 
must be conducted at the point of discharge to the POTW. For the purposes 
of this requirement, the permittee may select alternate monitoring point(s) in 
order to isolate possible sources of spent pulping liquor, soap, or turpentine 
from other possible sources of organic wastewaters that are tributary to the 
wastewater treatment facilities (e.g., bleach plants, paper machines and 
secondary fiber operations). 

 
c. The permittee must have completed an initial six-month monitoring program using 

the procedures specified in Part III.D.7.b and must have established initial action 
levels based on the results of that program. A wastewater treatment influent action 
level is a statistically determined pollutant loading determined by a statistical 
analysis of six months of daily measurements. The action levels must consist of a 
lower action level, which if exceeded will trigger the investigation requirements 
described in Part III.D.8, and an upper action level, which if exceeded will trigger 
the corrective action requirements described in Part III.D.8. 

 
d. The permittee must have completed a second six-month monitoring program using 

the procedures specified in Part III.D.7.b of this section and must have established 
revised action levels based on the results of that program. The initial action levels 
shall remain in effect until replaced by revised action levels. 

 
e. Action levels developed under this paragraph must be revised using six months of 

monitoring data after any change in mill design, construction, operation, or 
maintenance that materially affects the potential for leaks or spills of spent pulping 
liquor, soap, or turpentine from the immediate process areas. 
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8. Monitoring, Corrective Action, and Reporting Requirements 
 
a. The permittee must conduct daily monitoring of the influent to the wastewater 

treatment system in accordance with the procedures described in Part III.D.7.b for 
the purpose of detecting leaks and spills, tracking the effectiveness of the BMPs, and 
detecting trends in spent pulping liquor losses. 

 
b. Whenever monitoring results exceed the lower action level for the period of time 

specified in the BMP Plan, the permittee must conduct an investigation to determine 
the cause of such exceedance. Whenever the monitoring results exceed the upper 
action level for the period of time specified in the BMP Plan, the permittee must 
complete corrective action to bring the wastewater treatment system influent mass 
loading below the lower action level as soon as practicable. 

 
c. Although exceedances of the action levels will not constitute violations of the 

NPDES permit, failure to take the actions required by Part III.D.8.b as soon as 
practicable will be a violation. 

 
 
d. The permittee must report to the Georgia EPD the results of the daily monitoring 

conducted pursuant to Part III.D.8.a. Such reports must include a summary of the 
monitoring results, the number and dates of exceedances of the applicable action 
levels, and brief descriptions of any corrective actions taken to respond to such 
exceedances. Such reports shall be submitted annually during the month of June. 

 
E. Biomonitoring and Toxicity Reduction Requirements 

 
1. The permittee shall comply with effluent standards or prohibitions established by section 

307(a) of the Federal Act and with chapter 391-3-6-.03(5)(e) of the State Rules and may not 
discharge toxic pollutants in concentrations or combinations that are harmful to humans, 
animals, or aquatic life. 
 
If toxicity is suspected in the effluent, EPD may require the permittee to perform any of the 
following actions: 
 
a. Acute biomonitoring tests; 
 
b. Chronic biomonitoring tests; 

 
c. Stream studies; 

  
d. Priority pollutant analyses; 

 
e. Toxicity reduction evaluations (TRE); or 

 
f. Any other appropriate study. 

 
2. EPD will specify the requirements and methodologies for performing any of these tests or 

studies.  Unless other concentrations are specified by EPD, the critical concentration used to 
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determine toxicity in biomonitoring tests will be the effluent instream wastewater 
concentration (IWC) based on the representative plant flow of the facility and the critical 
low flow of the receiving stream (7Q10). The endpoints that will be reported are the effluent 
concentration that is lethal to 50% of the test organisms (LC50) if the test is for acute toxicity 
and the no observed effect concentration (NOEC) of effluent if the test is for chronic toxicity. 

 
The permittee must eliminate effluent toxicity and supply EPD with data and evidence to 
confirm toxicity elimination. 
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The Georgia Environmental Protection Division proposes to issue an NPDES permit to the applicant 
identified below.  The draft permit places conditions on the discharge of pollutants from the wastewater 
treatment plant to waters of the State.  

 
Technical Contact:  Whitney Fenwick (whitney.fenwick@dnr.ga.gov) 

           404-656-2795 
 

Draft permit:   first issuance 
      reissuance with no or minor modifications from previous permit 
      reissuance with substantial modifications from previous permit 

        modification of existing permit    
 requires EPA review 
 designated as a Major facility 

 

Modifications to the permit: 

 

Modification to include Outfalls 001b and 001c which are alternative discharge points that will 
be used in the event of severe flooding causing the Savannah River level to rise to the height 
of the Pond 5 levee preventing the use of Outfalls 001 and 001a. Outfalls 001b and 001c are 
alternative discharge points that will only be used when 001 and 001a are not in use. There is 
no proposed new or increased pollutant loading. Effluent limits equivalent to the limits from 
001 and 001a will apply to the sum of discharges from 001b and 001c. 
 

1.0 FACILITY INFORMATION 

 

1.1  NPDES Permit No.:  GA0002801 
 

1.2 Name and Address of Owner/Applicant 
 

Graphic Packaging International, LLC  
4278 Mike Padgett Highway 
Augusta, Georgia 30906 
(Richmond County) 

 
1.3 Name and Address of Facility 

   

Graphic Packaging International, LLC – Augusta Mill 
4278 Mike Padgett Highway 
Augusta, Georgia 30906 
(Richmond County) 
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1.4 Location and Description of the discharge (as reported by applicant) 

 

Outfall ID Latitude Longitude 
Receiving 

Waterbody 

001 & 001a 33.3283 -81.9113 Savannah River 

001b 33.328333 -81.938056 Savannah River 

001c 1 33.327806 -81.936861 Savannah River 
1 Outfall 001c will be sampled at 33.31223, -81.93721 and then piped to the final discharge 
 point. 
 

1.5  Production Capacity 

 

Graphic Packaging International, LLC’s final effluent consists of treated process wastewater 
from both Graphic Packaging International, LLC – Augusta Mill and Graphic Packaging 
International, LLC – Augusta Mill Addition. See below for production capacities of both 
facilities.  

 

 Graphic Packaging International, LLC – Augusta Mill 
 4,000,000 lbs/day – Average Off-The-Machine Production 
 1,070,270 lbs/day – Air Dried Unbleached Pulp (Bleach Plant #2) 
 2,497,449 lbs/day – Air Dried Unbleached Pulp (Bleach Plant #3) 
 

Graphic Packaging International, LLC – Augusta Mill Addition (formerly Resolute Forest 
Products) 
1,448,000 lbs/day – Newsprint; Unbleached TMP Air Dried Tons 
 

1.6  SIC Code & Description 

 

 Graphic Packaging International, LLC – Augusta Mill  
 2631 – Bleached Paper Board 
 2621 – Paper Manufacturers 
 

Graphic Packaging International, LLC – Augusta Mill Addition (formerly Resolute Forest 
Products) 

 
 2621 – Paper Manufacturers 
 

1.7  Description of Industrial Processes  

  

Graphic Packaging International, LLC is an integrated kraft pulp and paper complex that 
produces bleached paper board via the kraft pulping process. The mill produces 
approximately 282,000 lbs/day of bleached pulp. Operating areas include a woodyard, 
fiberlines and pulping, bleach plants, caustizing and recovery, recovery boilers, power 
boilers, and paper machines.  
 
Graphic Packaging International, LLC’s pulp manufacturing begins at the wood yard where 
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pine and hardwood logs are debarked, chipped, and separated according to type. Hardwood 
and Softwood chips are screened and sent into the digester system where the pulp is cooked 
with steam and white liquor until the pulp becomes a slurry. The pulp slurry is sent to brown 
stock washing. After the pulp is washed it is sent through the knotter, screen, and decker 
systems prior to high density pulp storage and bleaching. 
 
The washed pump is then transferred from storage to either Bleach Plant #2 or Bleach Plant 
#3. Bleach Plant #3 is primarily used from hardwood pulp and Bleach Plant #2 is primarily 
used for softwood or hardwood pulp. Both bleaching lines operate using an elemental 
chlorine-free (ECF) processes. 
 
Bleached pulp is then used to make various paper paperboard products which include (but 
not limited to) coated bleached board used for greeting cards, pharmaceutical and food 
service packaging, and cigarette packaging. The paper is produced in rolls and then packaged 
for sale. Bleached pulp is sent through a series of refiners, screens, and cleaners prior to being 
introduced at the head box of the paper machine. The paper machine form the pulp into 
sheets, capturing all removed water in a pit below. This sheet is then sent through a press 
where additional water is removed and the sheet is dried using steam. The dried sheet passes 
through a size press before additional additives and coatings are applied. The sheet is then 
further dried  
before it is calendared and wound onto a reel. The reels are then cut specific to the specified 
size.  
 
Graphic Packaging International, LLC also accepts wastewater from Graphic Packaging 
International, LLC – Augusta Mill Addition (formerly Resolute Forest Products) for 
treatment. Graphic Packaging International, LLC – Augusta Mill Addition is an integrated 
pulp and paper mill that produces newsprint on a single paper machine using the thermo-
mechanical pulp produced on-site.  
 

1.8  Description of the Wastewater Treatment Facility  

 

Wastewater collection and treatment operations at the Augusta Mill include a collection 
system of trenches, sewers, and hard piping, and a wastewater treatment plant. The wastewater 
treatment plant consists of primary clarification and secondary aerobic biological treatment. 
Process wastewater from both Graphic Packaging International, LLC – Augusta Mill and 
Graphic Packaging International, LLC – Augusta Mill Addition (formerly Resolute Forest 
Products) enters into a mix pit to remove large solids. Emergency bypass for Augusta Mill 
Addition may be rerouted into a sludge pond before it is merged into the mix pit. Wastewater 
is then treated via primary clarification. Sludge is removed and it is either used in three power 
boilers to produce steam for power generation through their steam turbine generators or 
trucked to the permitted on-site landfill. The remaining wastewater is sent though an inlet 
channel where it is treated through two fiber traps to further remove solids before it enters a 
series of aeration basins: #1A, 17.6 acres, #1B, 14 acres, and #2, 69 acres. The foul 
condensates from Graphic Packaging International, LLC are sent to Aeration Basin #3 per 40 
CFR 63- Subpart S and then routed to Pond 1A or comingled with effluent from Aeration 
Basin #2 and sent into the final basin. The effluent from both Aeration Basin #2 and #3 are 
commingled and sent into the final basin, Stabilization Basin #5 (315 acres). Wastewater from 
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Aeration Basin #2 and #3, Basin #4 (for emergency only), and leachate from the on-site 
landfill enters the final treatment in the 315 acre Stabilization Basin #5 before it is discharged 
into the Savannah River via Outfall 001 or 001a. The Mill plans to repurpose Pond 2 for future 
use as secondary solids removal and treatment. 
 
See process flow diagram in Appendix A.  
 

Outfall Operation Description Treatment Description 

001 
001a 

 (External 
Outfalls) 

 

Graphic Packaging International, 
LLC Pulp and Paperboard process 

wastewater, foul condensate, 
landfill #2 leachate, sanitary 
wastewater, and wastewater 

received from the Augusta Mill 
Addition for treatment. 

Screening, mixing, 
clarification, fiber trap, 

neutralization, aerated basins, 
sedimentation, stabilization, 
constructed wetlands, sludge 
basin, ash basin, screw press, 

and landfill 

001b 
(Emergency 

External 
 Outfall) 

Graphic Packaging International, 
LLC Pulp and Paperboard process 

wastewater, foul condensate, 
sanitary wastewater, and 

wastewater received from the 
Augusta Mill Addition for 

treatment. 

Screening, mixing, 
clarification, fiber trap, 

neutralization, aerated basins, 
sedimentation, stabilization, 

sludge basin, ash basin, 
screw press, and landfill 

001c  
(Emergency 

External  
Outfall) 

Landfill #2 leachate Constructed wetlands 

002b 
(Internal Outfall) 

No. 2 Bleach Plant Wastewater 
Discharge 

Not Applicable 

002c 
(Internal Outfall) 

No. 3 Bleach Plant Wastewater 
Discharge 

Not Applicable 

 

1.9  Type of Wastewater Discharge   

 

 process wastewater     stormwater  
 

   domestic wastewater     combined (describe) 
 

      other (description)  
 

The discharged wastewater consists of commingled sanitary wastewater and process 
wastewater from Graphic Packaging International, LLC and Graphic Packaging International, 
LLC – Augusta Mill Addition (formerly Resolute Forest Products).  
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1.10 Characterization of Effluent Discharge as Reported by Applicant 

(Form 2C, Section V, Part A only.  Please refer to the application for additional analysis)  

 

1.10.a Outfall Nos. 001, 001a1, 001b2, 001c2 – Final Discharge:  Graphic Packaging 
International, LLC Pulp and Paperboard process wastewater, foul condensate, 
landfill #2 leachate, sanitary wastewater, and wastewater received from Graphic 
Packaging International, LLC – Augusta Mill Addition for treatment. 
 
1 Outfall 001a is an alternative discharge point that will be used only when 

conditions such as maintenance and high river flow prevent adequate 
discharge from Outfall 001. The discharge to Outfall 001a consists of the 
same effluent discharge and the total discharge will be the sum of both 
001 and 001a, hence the effluent characteristics will be the same. 
 

2 Outfall 001b and 001c are alternative discharge points that will be used in 
the event of severe flooding causing the Savannah River level to rise to 
the height of the Pond 5 levee. Effluent limits will apply to the sum of 
discharges from 001b and 002c. 
 

Effluent Characteristics  

(as Reported by Applicant) 

Maximum 

Daily Value 

Average  

Daily Value 

Flow (MGD) 74.7 44.6 

Biochemical Oxygen Demand,5-day (mg/L) 294 59 

Total Suspended Solids (mg/L) 429 59 

Temperature, Winter (°F) 88.8 59.9 

Temperature, Summer (°F) 90.8 77.0 

Ammonia (mg/L) 17.9 2.4 

Total Phosphorus (mg/L) 0.95 N/A 

 

2.0  APPLICABLE REGULATIONS 

 

2.1  State Regulations 

 

 Chapter 391-3-6 of the Georgia Rules and Regulations for Water Quality Control 
 
2.2       Federal Regulations 

     

Source Activity Applicable Regulation 

Industrial 

Non-Process Water 
Discharges 

40 CFR 122 
40 CFR 125 

Process Water Discharges 
40 CFR 122 
40 CFR 125 
40 CFR 430 
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2.3  Industrial Effluent Limit Guideline(s) 

  

 Graphic Packaging International, LLC – Augusta Mill Process Wastewater 
Code of Federal Regulations, 40 CFR Part 430 – Pulp, Paper, and Paperboard Point Source 
Category, Subpart B – Bleached Papergrade Kraft and Soda Subcategory 
 
Graphic Packaging International, LLC – Augusta Mill Addition (formerly Resolute Forest 
Products) Process Wastewater 
Code of Federal Regulations, 40 CFR Part 430 – Pulp, Paper, and Paperboard Point Source 
Category, Subpart G – Mechanical Pulp Subcategory 

 
 See Appendix B of the Fact Sheet 
 

3.0  MODIFIED EFFLUENT LIMITS AND PERMIT CONDITIONS 

 

3.1 Conventional Pollutants 

 

Pollutants of 

Concern 

Outfall 

ID 
Basis 

pH 

001 
001a 
001b 
001c 

WQBEL 
The instream waste concentration is 1.8%. When the instream waste 
concentration is below 50%, it has no reasonable potential to cause 
or contribute to violation of the instream Georgia Water Quality 
Standard; therefore a limit of 6.0 s.u. to 9.0 s.u has been added. 

TBEL 
Based on 40 CFR 430.22 and 430.72, Best Practicable Control 
Technology Currently Available (BPT), the pH value shall remain 
within the range of 5.0 s.u to 9.0 s.u at all times. 

5-Day 
Biochemical  

Oxygen Demand 

001 
001a 
001b 
001c 

WQBEL 
The Savannah Harbor is listed as not supporting its designated use 
due to dissolved oxygen impairment. Per the Wasteload Allocation, 
BOD shall be monitored during the months of March to October 
and a daily average of 44,478 lbs/day for the months November to 
February. The daily maximum is calculated by multiplying the daily 
average concentration limit by a multiplier of 1.92 and determined 
to be 85,398 lbs/day. This multiplier is consistent with that used in 
40 CFR 430 Subpart B Regulations for BOD5. This multiplier is 
consistent with that used in 40 CFR 430 Subpart B Regulations for 
BOD5. 
 
A compliance schedule has been added in order to provide adequate 
time to accommodate any needed upgrades to be compliant with 
new effluent limits provided with EPD’s Savannah Harbor 
Restoration (5R) Plant. The approved compliance schedule is 
provided in Part III.B.1 of the permit. After the completion of this 
schedule, BOD5 effluent limits will be replaced with Ultimate 
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Oxygen Demand (UOD) effluent limits for the months of March - 
October. Since the UOD effluent limit is more stringent than the 
BOD5 effluent limit, the BOD5 limit may be removed. Please see 
calculations below: 
 
BOD5 = CBOD5 + NBOD5 
Therefore; BOD5 ≥ CBOD5 

 
UOD = (CBOD5 x 8.11) + (NH3-N x 4.57) 
If CBOD5 = 44,478 lbs/day and NH3-N = 0 lbs/day 
 
UOD ≥ 25,669 x 8.11) 
UOD ≥ 360,716 lbs/day which is greater than the 5R limitation of 
27,353 lbs/day 
 
Upon completion of the compliance schedule, the effluent limit for 
BOD5 during the critical months of March – October will be 
replaced with an effluent limit for Ultimate Oxygen Demand as 
shown above. 
 
*Until the 65 month compliance schedule has been completed; 
 

(1) The BOD5 daily average limit of 30,000 lbs/day and daily 
maximum limit of 57,590 lbs/day for the months of March 
to October has been retained from previous permit in 
accordance with 40 CFR 122.44(l), which requires a 
reissued permit to be as stringent as the previous permit and; 

(2) For the months of November to February, BOD5 will have a 
technology based daily average limit of 36,379 lbs/day and 
daily maximum limit of 69,839 lbs/day per 40 CFR 430.22.  

TBEL 
Outfall 001 consists of waste streams from multiple processes; 
additionally Graphic Packaging International, LLC receives 
wastewater from  Graphic Packaging International, LLC – Augusta 
Mill Addition for treatment. Graphic Packaging International, LLC 
and  Graphic Packaging International, LLC – Augusta Mill 
Addition are covered under separate federal effluent guidelines; 
hence the alternative mass limit formula was used to calculate an 
appropriate effluent limit that accounts for both waste streams. 
 
Graphic Packaging International, LLC is subject to 40 CFR 430.22, 
which provides a production based daily average of 28,400 lbs/day 
and daily maximum of 54,600 lbs/day.  Graphic Packaging 
International, LLC – Augusta Mill Addition is subject to 40 CFR 
430.72, which provides a production based daily average of 7,979 
lbs/day and daily maximum of 15,239 lbs/day. Due to these 
wastestreams being commingled before treatment, EPD developed 
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TBELs using the Alternative Mass Limit Formula cited in 40 CFR 
403.6(e)(ii). The formula considers the effects of dilute 
wastestreams to provide an appropriate effluent limit. 
 
Graphic Packaging International, LLC discharges a daily average of 
33 MGD into their treatment system. The wastestream received 
from  Graphic Packaging International, LLC – Augusta Mill 
Addition has reported daily average of 6.2 MGD. Using the 
alternative mass limit formula, an alternative categorical daily 
average of 36,379 lbs/day and daily maximum of 69,839 lbs/day 
were calculated.  
 
*Until the compliance schedule has been completed; 

(1) The BOD5 daily average limit of 30,000 lbs/day and daily 
maximum limit of 57,590 lbs/day during the months of 
March to October has been retained from previous permit in 
accordance with 40 CFR 122.44(l), which requires a 
reissued permit to be as stringent as the previous permit and; 

(2) For the months of November to February, BOD5 will have a 
technology based daily average limit of 36,379 lbs/day and 
daily maximum limit of 69,839 lbs/day per 40 CFR 430.22.  
 

Upon completion of the compliance schedule, the effluent limit for 
BOD5 during the critical months of March – October will be 
replaced with an effluent limit for Ultimate Oxygen Demand. See 
above for further discussion. 

Ultimate Oxygen 
Demand  

 

001 
001a 
001b 
001c 

WQBEL 
Graphic Packaging International, LLC was listed as one the 24 point 
source dischargers in EPD’s Savannah Harbor Restoration (5R) 
Plan. In accordance with the requirements of the 5R Plan, for the 
months of March – October, Ultimate Oxygen Demand the daily 
average of 27,353 lbs/day. The daily maximum of 65,647 lbs/day 
was calculated by multiplying the daily average by 2.4.  This 
multiplier is based on the distributional statistics specific to Graphic 
Packaging International, LLC Augusta Mill that was used in the 
modeling effluent to allocate UOD amongst dischargers. For the 
months of November – February, no effluent limit or reporting 
requirements were added. 
 
Graphic Packaging International, LLC was given a 65 month 
compliance schedule until October 1, 2024 to accommodate any 
changes needed to meet the new UOD limit provided by the 
Savannah River Restoration Plan (5R). The approved compliance 
schedule is provided in Part III.B.1 of the permit and 
implementation plan is included in Appendix C. 
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The ultimate oxygen demand (UOD) is calculated using the 
following equation: 

 
UOD (lbs/day) = Effluent Flow x 8.34 x ((CBOD5 x 3.62) + (NH3-
N x 4.57));  
whereas BOD5 and NH3 are in mg/L and Effluent Flow is in MGD. 

TBEL 
There is no applicable federal technology based effluent limit. 

5-Day 
Carbonaceous 
Biochemical 

Oxygen Demand 
(CBOD5) 

 

001 
001a 
001b 
001c 

WQBEL 
Monitoring for CBOD5 has been included during the critical months 
of March – October so as to calculate UOD loading. The permittee 
may use BOD5 sampling in lieu of CBOD5 for expediency as the 
use of BOD5 results for UOD calculations only provides an 
opportunity for the overestimation of the UOD loading and never 
an underestimation. 

TBEL 
There is no applicable federal technology based effluent limit. 

 
Total Suspended 

Solids 

001 
001a 
001b 
001c 

WQBEL 
GA has a narrative Water Quality Standard for total suspended 
solids.  A narrative permit condition stating, “there shall be no 
floating solids or visible foam other than in trace amounts” has been 
added.   

TBEL 
Outfall 001 consists of waste streams from multiple processes; 
additionally Graphic Packaging International, LLC – Augusta Mill 
receives wastewater from  Graphic Packaging International, LLC – 
Augusta Mill Addition for treatment. Graphic Packaging 
International, LLC – Augusta Mill and  Graphic Packaging 
International, LLC – Augusta Mill Addition are covered under 
separate federal effluent guidelines; hence the alternative mass limit 
formula was used to calculate an appropriate effluent limit that 
accounts for both waste streams. 
 
Graphic Packaging International, LLC is subject to 40 CFR 430.22, 
which provides a production based daily average of 51,600 lbs/day 
and daily maximum of 96,000 lbs/day.  Graphic Packaging 
International, LLC – Augusta Mill Addition is subject to 40 CFR 
430.72, which provides a production based daily average of 12,004 
lbs/day and daily maximum of 22,356 lbs/day. Due to these 
wastestreams being commingled before treatment, EPD developed 
TBELs using the Alternative Mass Limit Formula cited in 40 CFR 
403.6(e)(ii). The formula considers the effects of dilute 
wastestreams to provide an appropriate effluent limit. 
 
Graphic Packaging International, LLC discharges a daily average 
33 MGD into their treatment system. The wastestream received 
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3.2 Nonconventional Pollutants 

 

Pollutants of 

Concern 

Outfall 

ID 
Basis 

Total Phosphorus 

001 
001a 
001b 
001c 

WQBEL 
Per the Strategy for “Addressing Phosphorus in NPDES Permitting“ (the 
Strategy is available to review on EPD’s website) all routine permit 
reissuances must include phosphorus monitoring. 

TBEL 
There is no applicable federal technology based effluent limit. 

Orthophosphate, as P 

001 
001a 
001b 
001c 

WQBEL 
Per the Strategy for “Addressing Phosphorus in NPDES Permitting” (the 
Strategy is available to review on EPD’s website) all routine permit 
reissuances that have discharges upstream from reservoirs, lakes, 
impoundments, and/or estuaries must include orthophosphate monitoring. 

form  Graphic Packaging International, LLC – Augusta Mill 
Addition has reported daily average of 6.2 MGD. Using the 
alternative mass limit formula, an alternative categorical daily 
average of 63,604 lbs/day and daily maximum of 118,356 lbs/day 
were calculated.  

Fecal Coliform 

001 
001a 
001b 
001c 

WQBEL 
Based on the data submitted with the permit application, the sanitary 
wastestream is comingled with the process wastewater, which 
indicates there are fecal coliform from human sources present, 
therefore a fecal coliform effluent limit has been included in this 
permit. 
 
A 48 month compliance schedule until May 1, 2023 was included 
to meet water quality limits of 200 #/100 mL daily average and 400 
#/100 mL daily maximum during the months of May – October and 
1,000 #/100mL daily average and 4,000 #/100mL daily maximum 
during the months of November – April. 

TBEL 
There is no applicable federal technology based effluent limit. 

Temperature 

001 
001a 
001b 
001c 

WQBEL 
Georgia has numeric Water Quality Criteria of 90ºF for maximum 
temperature and a +5ºF temperature differential (391-3-6-
.03(6)(a)(v)). EPD has granted a mixing zone for temperature that 
is defined in Section 5.2 of this fact sheet in accordance with 391-
3-6-.03(10). See Appendix E for Graphic Packaging International, 
LLC – Augusta Mill temperature study and EPD’s Analysis and 
Approval.  
 

TBEL 
There is no applicable federal technology based effluent limit. 
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Discharge at this facility is upstream from the Savannah Harbor; hence 
monitoring requirements have been added. 

TBEL 
There is no applicable federal technology based effluent limit. 

Ammonia, as N 

001 
001a 
001b 
001c 

WQBEL 
Based on the data submitted, EPD conducted a reasonable potential 
analysis to determine if the discharge has ammonia toxicity. The 
reasonable potential analysis shows a predicted instream ammonia 
concentration of 16% of the instream toxicity criteria. Per the Ammonia 
Reasonable Potential Analysis Procedure for NPDES Permits, if more 
than 10 data points are available to calculate an instream concentration 
and if the calculated instream concentration is less than 100% of the 
applicable site-specific in-stream ammonia criteria, then ammonia will be 
considered not to be present at levels of concern or and therefore will not 
require a numeric effluent limit or monitoring in the permit.  
 
However, ammonia monitoring is required to quantify loading to the 
Savannah Harbor and it is required to calculate the overall UOD loading 
at the facility. 

TBEL 
There is no applicable federal technology based effluent limit. 

Total Kjeldahl 
Nitrogen 

001 
001a 
001b 
001c 

 

WQBEL 
Per “Georgia’s Plan for the Adoption of Water Quality Standards for 
Nutrients” as amended, EPD is working to develop water quality models 
throughout the State of Georgia. EPD is requiring all point source 
discharges with the presence of ammonia to monitor for Total Kjeldahl 
Nitrogen to develop these models. 

TBEL 
There is no applicable federal technology based effluent limit. 

Organic Nitrogen 

001 
001a 
001b 
001c 

 

WQBEL 
Per “Georgia’s Plan for the Adoption of Water Quality Standards for 
Nutrients” as amended, EPD is working to develop water quality models 
throughout the State of Georgia. EPD is requiring all point source 
discharges with the presence of ammonia to monitor for organic nitrogen 
to develop these models. 

TBEL 
There is no applicable federal technology based effluent limit. 

Nitrate/Nitrite 
 
 

001 
001a 
001b 
001c 

WQBEL 
Per “Georgia’s Plan for the Adoption of Water Quality Standards for 
Nutrients”, as amended, EPD is working to develop water quality models 
throughout the State of Georgia. EPD is requiring all point source 
discharges with the presence of ammonia to monitor for nitrate/nitrite to 
develop these models. 

TBEL 
There is no applicable federal technology based effluent limit. 
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Dissolved Oxygen 

001 
001a 
001b 
001c 

WQBEL 
The Savannah Harbor is listed as not supporting its designated use due 
to dissolved oxygen impairment and has been placed into subcategory 
5R. Dissolved oxygen monitoring has been included in the permit to 
complement the UOD limits established in the Savannah River Basin 5R 
Restoration Plan. 

TBEL 
There is no applicable federal technology based effluent limit. 

Color 

001 
001a 
001b 
001c 

WQBEL 
GA has a narrative Water Quality Standard for color stating, “All water 
shall be free from material related to municipal, industrial or other 
discharges which produce turbidity, color, odor, or other objectionable 
conditions which interfere with legitimate water uses.   
 
Monitoring for color has been included in this permit cycle. 

TBEL 
There is no applicable federal technology based effluent limit. 

 
3.3 Toxics & Manmade Organic Compounds  (126 priority pollutants and metals) 

 

Pollutants of 

Concern 

Outfall 

ID 
Basis 

2,3,7,8-TCDD 

001 
001a 
001b 
001c 

WQBEL 
Per 391-3-6-.03(5)(vi), instream concentrations of 2,3,7,8-
tetrachlorodibenzo-p-dioxin (TCDD) must not exceed 0.0000000051 
µg/L under long-term average stream flow conditions. EPD has added a 
daily average limit of 0.00000065 µg/L for 2,3,7,8-TCDD. The effluent 
limit was calculated using a dilution factor of 128.5. The dilution factor 
is based upon the permittee’s design, permitted or average flow, and the 
critical stream flow as defined in the Rules under 391-3-6-.06(2)(f). 

TBEL 
There is no applicable federal technology based effluent limit.  

Adsorbable 
Organic Halides 

(AOX) 
 

001 
001a 
001b 
001c 

 

WQBEL 
Georgia does not have Water Quality Standards for Adsorbable Organic 
Halides (AOX). 

TBEL 
Based on 40 CFR Part 430.24(a)(1) Best Available Technology 
Economically Achievable (BAT), production based effluent limits are 
required for AOX based on unbleached pulp production values at the 
entrance of the bleach plant. Accordingly, a daily average mass limit of 
2,223 lbs/day and a daily maximum mass limit of 3,393 lbs/day have been 
included in the permit. 
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4.8  Comparison & Summary of Water Quality vs. Technology Based Effluent Limits 

After preparing and evaluating applicable technology-based effluent limitations and water 
quality-based effluent limitations, the most stringent limits are applied in the permit. The 
tables shown below summarize the most stringent effluent limitations after any applicable 
compliance schedule has been completed. Pollutants of concern with an effluent limit of 
monitor and report are not included in the below table.  
 

External Outfall 001, 001a, 001b1, and 001c1 

 

Parameter WQBELs TBELs Explanation 

5-Day Biochemical Oxygen Demand 
(lbs/day) [March – October] 

30,000/57,590 (2) 36,379/69,839 WBEL – WLA  

5-Day Biochemical Oxygen Demand 
(lbs/day) [November – February] 

44,478/85,398 36,379/69,839 TBEL – ELG 

Total Suspended Solids (lbs/day) -- 63,604/118,356 TBEL – ELG 

pH (s.u.) 6.0 – 9.0 5.0 – 9.0 WBEL – WLA 

Ultimate Oxygen Demand(lbs/day)  
[March – October] 

27,353/65,647 -- WBEL – WLA 

Fecal Coliform (# colonies/100 mL) 
[May – October] 

200/400 -- WBEL – WQS 

Fecal Coliform (# colonies/100 mL) 
[November - April] 

1,000/4,000 -- WBEL – WQS 

Adsorbable Organic 
Halides(lbs/day) 

-- 2,223/3,393 TBEL – ELG  

2,3,7,8-TCDD (pg/L) 0.65  -- WBEL – WQS 

 
1 Outfall 001b and 001c are alternative discharge points that will be used in the event of 

severe flooding causing the Savannah River level to rise to the height of the Pond 5 
levee. Effluent limits will apply to the sum of discharges from 001b and 002c. 
 

2 After the completion of the 65 month compliance schedule for UOD, the effluent limit for 

BOD5  during the critical months of March – October will be replaced with monitor and 

reporting in place of the new effluent limit for UOD.  
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Internal Outfall 002b 

Parameter WQBELs TBELs Explanation 

2,3,7,8-TCDD (µg/L) -- 0.000010/0.000010 ELG 

2,3,7,8-TCDF (µg/L) -- 0.0000319/0.0000319 ELG 

Trichlorosyringol (µg/L) -- <2.5 ELG 

3,4,5-Trichlorocatechol (µg/L) -- <5.0 ELG 

3,4,6-Trichlorocatechol (µg/L) -- <5.0 ELG 

3,4,5-Trichloroguaiacol (µg/L) --   <2.5 ELG 

3,4,6-Trichloroguaiacol (µg/L) --   <2.5 ELG 

4,5,6-Trichloroguaiacol (µg/L) --   <2.5 ELG 

2,4,5-Trichlorophenol (µg/L) --   <2.5 ELG 

2,4,6-Trichlorophenol (µg/L) --   <2.5 ELG 

Tetrachlorocatechol (µg/L) -- <5.0 ELG 

Tetrachloroguaiacol (µg/L) -- <5.0 ELG 

2,3,4,6-Tetrachlorophenol (µg/L) --   <2.5 ELG 

Pentachlorophenol (µg/L) -- <5.0 ELG 

 

Internal Outfall 002c 

 

Parameter WQBELs TBELs Explanation 

2,3,7,8-TCDD (µg/L) -- 0.000010/0.000010 ELG 

2,3,7,8-TCDF (µg/L) -- 0.0000319/0.0000319 ELG 

Trichlorosyringol (µg/L) -- <2.5 ELG 

3,4,5-Trichlorocatechol (µg/L) -- <5.0 ELG 

3,4,6-Trichlorocatechol (µg/L) -- <5.0 ELG 

3,4,5-Trichloroguaiacol (µg/L) --   <2.5 ELG 

3,4,6-Trichloroguaiacol (µg/L) --   <2.5 ELG 

4,5,6-Trichloroguaiacol (µg/L) --   <2.5 ELG 

2,4,5-Trichlorophenol (µg/L) --   <2.5 ELG 

2,4,6-Trichlorophenol (µg/L) --   <2.5 ELG 

Tetrachlorocatechol (µg/L) -- <5.0 ELG 

Tetrachloroguaiacol (µg/L) -- <5.0 ELG 

2,3,4,6-Tetrachlorophenol (µg/L) --   <2.5 ELG 

Pentachlorophenol (µg/L) -- <5.0 ELG 
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4.0  OTHER PERMIT REQUIREMENTS AND CONSIDERATIONS  

 

5.1  Anti-Backsliding 

 

The limits in this permit are in compliance with the 40 C.F.R. 122.44(l), which requires a 
reissued permit to be as stringent as the previous permit.  

 

5.2 Schedule of Compliance 

 

a. The permit includes a 48 month compliance schedule (beginning on the issuance date of 
May 1, 2019) to meet the fecal coliform limitations. EPD has determined that this is a 
reasonable compliance schedule that allows for the Pulp and Paper Industry to conduct 
an extensive study evaluating interferences and the suitability of using fecal coliform as 
an indicator bacterium. The schedule also allows time following the conclusion of the 
study to either design treatment to achieve compliance with the fecal coliform limit or 
modify the permit to include a different indicator bacterium. 

 

b. This permit includes a 65 month compliance schedule (beginning on the issuance date of 
May 1, 2019) to comply with the new Ultimate Oxygen Demand effluent limitations. Per 
the 5R Plan, Graphic Packaging has agreed to a 77.63% reduction in UOD pollutant 
loading. In order to meet the new UOD effluent limitations, Graphic Packaging 
International, LLC – Augusta Mill has requested a compliance schedule to allow 
adequate time to make all needed changes necessary to comply with the new UOD 
limitations. The permittee has provided included an outline that identifies all necessary 
upgrades and the approximate time for completion (See Appendix C). In accordance with 
40 CFR 122.47(a)(1) & 391-3-6-.06(10), the provided timeline was determined to be both 
reasonable and identifies the requirements needed to meet the UOD effluent limit “as 
soon as possible”; therefore, EPD has made the determination to add a 65 month 
compliance schedule to meet the new UOD effluent limit. 

 

5.3 Thermal Mixing Zone 

 

As part of the NPDES reissuance application for Graphic Packaging International, LLC – 
Augusta Mill, Graphic Packaging conducted a thermal modeling study for their facilities 
discharge using CORMIX software. The study, “Augusta Mill Temperature Evaluation” was 
submitted to EPD on for June 27, 2018 for review and approval. EPD reviewed the modeling 
report and established an approved mixing zone. The mixing zone is defined in Part III.C.4 
of the permit. 
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5.4 Special Conditions 

a. Savannah 5R Alternative Restoration Plan Annual Reporting 
 

i. The permittee shall submit an annual report which provides all available 
discharge data over the previous twelve (12) calendar months for the 
following parameters: discharge date, flow (MGD), 5-day biochemical 
oxygen demand (mg/L) and/or 5-day carbonaceous biochemical oxygen 
demand (mg/L), and ammonia, as N (mg/L). Additionally, the permittee shall 
calculate the arithmetic average, standard deviation, and coefficient of 
variation (CV) for ultimate oxygen demand (UOD) loading based on the daily 
discharge data. The annual report shall be submitted using the Savannah 5R 
Alternative Restoration Plan Annual Report Form published on Georgia 
EPD’s website and provided in an electronic format on a compact disc (CD), 
universal serial bus (USB), or via email. The report is due no later than the 
15th of November to the Georgia EPD Watershed Planning and Monitoring 
Program at the address below: 

 
Environmental Protection Division 

Watershed Planning and Monitoring Program 
2 Martin Luther King Jr. Drive SE 

Suite 1152 East 
Atlanta, Georgia 30334 

 
5.5 Best Management Practices (BMP) 

 
40 CFR 430 includes required Best Management Practices (BMPs) that are applicable to 
Bleached Papergrade Kraft and Soda facilities. As a Bleached Papergrade Kraft facility, 
Graphic Packaging International, LLC – Augusta Mill is subject to these requirements. To 
provide further clarity, the BMP requirements have been included in the permit during this 
permit reissuance cycle. 
 

5.6 Certification of Non-Use of Chlorophenolic containing Biocides 
 

In accordance with 40 CFR 430, the permittee has submitted as part of the application a 
certified statement indicating that chlorophenolic containing biocides will not be used at the 
facility. As a result, pentachlorophenol and trichlorophenol limitations have not been applied 
at the final effluent. See Appendix F for certified statement. 

 
5.7 Certification of Non-Use of Zinc Hydrosulfide as Bleaching Agent 

 
In accordance with 40 CFR 430, the permittee has submitted as part of the application a 
certified statement indicating that zinc hydrosulfide will not be used at the facility as a 
bleaching agent. As a result, effluent limitations for total zinc have not been applied at the 
final effluent. See Appendix F for certified statement. 
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5.8 Long Term BOD120 

 

BOD120 monitoring has been removed in this permit because the BODu/BOD5 ratio needed 
to calculate UOD has been established and included in the applicable water quality models. 
 

5.9 Outfall Sample Location 

 

The permittee has added Outfall 001a as an alternative route for discharge. Outfall 001a is 
located adjacent to Outfall 001 at a higher elevation and will only be used when Primary 
Outfall 001 is under maintenance or when high river levels prevent adequate discharge. For 
purposes of sampling, all pollutant samples shall be taken at the final treatment discharge 
prior to discharge through either Outfall 001 or 001a. Flow shall be reported as the total sum 
of both Outfall 001 and 001a.  Loads reported on the monthly DMR will be calculated from 
the combined load of both outfalls and the concentration value leaving the final treatment. 
 
The permittee has requested the addition of Outfall 001b and 001c as alternative discharge 
points that will be used in the event of severe flooding causing the Savannah River level to 
rise to the height of the Pond 5 levee preventing the use of Outfalls 001 and 001a. Outfalls 
001b and 001c are alternative discharge points that will only be used when 001 and 001a are 
not in use. Flow shall be reported as the total sum of both Outfall 001b and 001c. Loads 
reported on the monthly DMR will be calculated from the combined load of both outfalls. 
 

6.0  REPORTING 

 

The facility has been assigned to the following EPD office for reporting, compliance and 
enforcement.   

 
Georgia Environmental Protection Division 

Watershed Compliance Program 
2 Martin Luther King Jr. Drive 

Suite 1152 East 
Atlanta, Georgia 30334 

 
6.1  E-Reporting 

 
The permittee is required to electronically submit documents in accordance with 40 CFR 
Part 127. 

 
7.0  REQUESTED VARIANCES OR ALTERNATIVES TO REQUIRED STANDARDS 

 
Not applicable 
 

8.0  PERMIT EXPIRATION  
   
The permit will expire five years from the effective date. 
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9.0  PROCEDURES FOR THE FORMULATION OF FINAL DETERMINATIONS 

 
9.1  Comment Period 

 
The Georgia Environmental Protection Division (EPD) proposes to issue a permit to this 
applicant subject to the effluent limitations and special conditions outlined above.  These 
determinations are tentative. 

 
Georgia Environmental Protection Division 
Wastewater Regulatory Program 
2 Martin Luther King Jr. Drive 
Suite 1152 East 
Atlanta, Georgia 30334 

 
The permit application, draft permit, and other information are available for review at 2 
Martin Luther King Jr. Drive, Suite 1152 East, Atlanta, Georgia 30334, between the hours 
of 8:00 a.m. and 4:30 p.m., Monday through Friday. For additional information, you can 
contact 404-463-1511. 

 
9.2  Public Comments  

 
Persons wishing to comment upon or object to the proposed determinations are invited to 
submit same in writing to the EPD address above, or via e-mail at 
EPDcomments@dnr.ga.gov within 30 days of the initiation of the public comment period.  
All comments received prior to that date will be considered in the formulation of final 
determinations regarding the application.  The permit number should be placed on the top of 
the first page of comments to ensure that your comments will be forwarded to the appropriate 
staff. 

 
9.3  Public Hearing 

 
Any applicant, affected state or interstate agency, the Regional Administrator of the U.S. 
Environmental Protection Agency (EPA) or any other interested agency, person or group of 
persons may request a public hearing with respect to an NPDES permit application if such 
request is filed within thirty (30) days following the date of the public notice for such 
application.  Such request must indicate the interest of the party filing the request, the reasons 
why a hearing is requested, and those specific portions of the application or other NPDES 
form or information to be considered at the public hearing.   

 
The Director shall hold a hearing if he determines that there is sufficient public interest in 
holding such a hearing.  If a public hearing is held, notice of same shall be provided at least 
thirty (30) days in advance of the hearing date. 

 
In the event that a public hearing is held, both oral and written comments will be accepted; 
however, for the accuracy of the record, written comments are encouraged.  The Director or 
a designee reserves the right to fix reasonable limits on the time allowed for oral statements 
and such other procedural requirements, as deemed appropriate. 
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Following a public hearing, the Director, unless it is decided to deny the permit, may make 
such modifications in the terms and conditions of the proposed permit as may be appropriate 
and shall issue the permit.   

 
If no public hearing is held, and, after review of the written comments received, the Director 
determines that a permit should be issued and that the determinations as set forth in the 
proposed permit are substantially unchanged, the permit will be issued and will become final 
in the absence of a request for a contested hearing.  Notice of issuance or denial will be made 
available to all interested persons and those persons that submitted written comments to the 
Director on the proposed permit.  

 
If no public hearing is held, but the Director determines, after a review of the written 
comments received, that a permit should be issued but that substantial changes in the 
proposed permit are warranted, public notice of the revised determinations will be given and 
written comments accepted in the same manner as the initial notice of application was given 
and written comments accepted pursuant to EPD Rules, Water Quality Control, subparagraph 
391-3-6-.06(7)(b).  The Director shall provide an opportunity for public hearing on the 
revised determinations.  Such opportunity for public hearing and the issuance or denial of a 
permit thereafter shall be in accordance with the procedures as are set forth above. 
 

9.4  Final Determination 

 
At the time that any final permit decision is made, the Director shall issue a response to 
comments.  The issued permit and responses to comments can be found at the following 
address: 

 
http://epd.georgia.gov/watershed-protection-branch-permit-and-public-comments-
clearinghouse-0 
 

9.5  Contested Hearings 

 
Any person who is aggrieved or adversely affected by the issuance or denial of a permit by 
the Director of EPD may petition the Director for a hearing if such petition is filed in the 
office of the Director within thirty (30) days from the date of notice of such permit issuance 
or denial.  Such hearing shall be held in accordance with the EPD Rules, Water Quality 
Control, subparagraph 391-3-6-.01. 

 
Petitions for a contested hearing must include the following: 

 
1. The name and address of the petitioner; 
2. The grounds under which petitioner alleges to be aggrieved or adversely 

affected by the issuance or denial of a permit; 
3. The reason or reasons why petitioner takes issue with the action of the 

Director; 
4. All other matters asserted by petitioner which are relevant to the action in 

question. 
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Appendix A 

Process Flow Diagram 
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Appendix B 

Federal Regulations 

40 CFR 430 – Subpart B and G 
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Appendix C 

Implementation Plan 
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Appendix D 

Wasteload Allocation 
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Appendix E 

Thermal Mixing Zone Study & EPD Analysis 
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Certified Chlorophenolic and Zinc Hydrosulfide Letter 
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Appendix G 

Chloroform Exemption EPD Approval Letter 
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Appendix H 

Reasonable Potential Analysis 
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Appendix I 

Effluent Limit Calculations 
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Appendix J 

Graphic Packaging International, LLC (Augusta Mill) - Production Rates 
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